
RESOLUTION NO. 89-29 

A RESOLUTION O F  THE LODI CITY C O U N C I L  
ADOPTING BY R E F E R E N C E ,  CERTAIN RULES AND REGULATIONS 

FOR THE ELECTRIC UTILITY DEPARTMENT 

WHEREAS, on March 1, 1989, the City Council d i d ,  by Ordinance No. 
1447, a d o p t  as amended, !j13.20.010 of the Lodi Municipal Code, 
authorizing and allowing a d o p t i o n  by r e so lu t ion ,  o f  Rules and 
Regulations fo r  the Electric Ut i l i ty  Department; 

NOW, THEREFORE,  pursuant t o  Ordinance No. 1447, the Ci ty  Council, by 
this  resolution, a d o p t s  as  i f  incorporated f u l l y  herein, Attachment A 
hereto, constituting Rules a n d  Regulations f o r  t h e  func t ion  o f  the City 
of Lodi Electric Uti l i ty  Department. 

EFFECTIVE DATE: The effective date o f  th i s  r e so lu t ion  shall be t h e  
f i r s t  effective date of Ordinance No. 1447, reenact ing Lodi Municipal 
Code !j13.20.010. 

Dated: March 22,  1989 

I hereby cer t i fy  t h a t  Resolution No. 89-29 was passed and adopted by 
the City Council of the City o f  Lodi i n  a r egu la r  m e e t i n g  held March 
22 ,  1989 by the following vote: 

Ayes : Council Members - H i n c h m a n ,  Olson, Reid and Snider  

Noes: Council Members - Pinkerton (Mayor) 

Absent: Council Members - None 

Alice M. Reimche 
Ci ty  Clerk 
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CITY O F  LODI 
ELECTRIC UTILITY DEPARTMENT 

R U L E  AND R E G U L A T I O N  N O .  1 

G E N E R A L  STATEHENT AND DEFINITIONS 

A .  General Statement 

The City o f  Lodi Municipal E lec t r i c  Department will furnish e l e c t r i c  
service in accordance with the adopted Rules and Regu la t ions  and a l l  other 
applicable resolutions a n d  ordinances t o  any premises completely w i t h i n  
the corporate l imits  o f  the City. 

B .  Definit ions 

Applicant: A person, agency o r  corporation r e q u e s t i n g  the C i ty  t o  
supply e l e c t r i c  service.  

City: The City o f  Lodi, or the City Council ,  C i t y  Manager, E l e c t r i c  
U t i l i t y  Department, Building Inspection Divis ion,  F i n a n c e  Department o r  
any authorized City empl oyee. 

Customer: A person, agency o r  corporation i n  whose name e l e c t r i c a l  
service f r o m  the City i s  rendered as well a s  a l l  pe r sons ,  agencies and  
corporations who are the actual users of the e l e c t r i c  service. 

Developer: A person, agency or corporation seek ing  e l e c t r i c  s e r v i c e  f o r  
a pa r t i cu la r  development a n d  responsible f o r  a1 1 costs  a s soc ia t ed  
therewith. 

Distribution F a c i l i t i e s :  Overhead and/or u n d e r g r o u n d  1 ines and 
associated equipment, operated a t  the primary a n d / o r  secondary vof  t age  
level ,  i n s t a l l ed ,  operated a n d  maintained by t h e  City t o  supply e l e c t r i c  
service.  

Permanent Service: Service which, in the op in ion  of the City,  i s  o f  a 
permanent and established character.  

Point o f  Interconnection: tu'here the C i t y ' s  e l e c t r i c  system i s  connecf:ed 
t o  the customer's service entrance f a c i l i t i e s ,  u s u a l l y :  

a .  overhead, the weatherhead on the se rv ice  r i s e r .  

b .  underground, the customer's service e n t r a n c e  pane l .  
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CITY O F  LODI 
ELECTRIC UTILITY DEPARTMENT 

Premises: Al l  s tructures,  apparatus or po r t ions  thereof  occupied o r  
operaIed by zn individual, a family Gr a business e n t e r p r i s e ,  and s i tua ted  
on a n  integral pa rce l  of l a n d  undiiided by a publ ic  highway, s t r e e t ,  o t h e r  
public thoroughfare or a railway. 

Servi ce : 

a .  The e lec t r ic  system, c o n d u c t o r ,  c o n d u i t s ,  e t c . ,  t h a t  connect t h 2  
customer's point o f  interconnection w i t h  t b e  C i t y ' s  d i s t r i b u t i o n  
f a c i l i t i e s ,  i .e.  t h e  f i r s t  pole, secondary box o r  transformer when 
moving toward  the source. 

b .  The conmodity ( e l ec t r i c  energy) being s u p p l i e d  t o  t he  customer. . 

Service Drop: An overhead service. 

Service Entrance Panel a n d / o r  Service Equipment: Cu stcme r-owned 
f a c i l i t i e s  designed t o  receive e l ec t r i c  s e rv i ce  and  including,  b u t  n o t  
limited t o  service termination f a c i l i t i e s ,  ma in  d i sccnnec t  and provisions 
for  metering. 

Service Voltage: T h e  voltage a t  the point o f  in te rconnec t ion .  

Temporary Service: Service for a n  en t e rp r i se  o r  a c t i v i t y  w h i c h  is  
temporary i n  character, where i t  i s  known in advance t h a t  serv ice  wil l  be 
of limited duration, or the permanency of which has  no t  been establ ished.  

Util ization Eauipment: Customer-owned equipment, w i t h i n  the premise 
served, ut i l iz ing (making use of )  the e l ec t r i c  energy suppl ied by the  
City. 

Utilization Voltage: The v o l t a c e  a t  the p o i n t ,  w i t h i n  the customer's 
premise , where the electr ical  energy i s bei n g  u t i  1 i zed - 
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CITY O F  LODI 
ELECTRIC UTILJTY DEPARTMENT 

RULE AND REGULATION NO. 2 

DESCRIPTION OF SERVICE 

A. General 

1. All e l e c t r i c  service described i n  t h i s  Rule i s  s u b j e c t  t o  t h e  
conditions in the applicable r a t e  schedule a n d  o t h e r  p e r t i n e n t  ru les .  

2 .  Alternating-current service w i l l  be s u p p l i e d  a t  a frequency o f  
approximately 60 Hertz (cycles per second) .  The C i t y  w i l l  endeavor t o  
maintain i t s  frequency within r e a s o n a b l e  l i m i t s ,  b u t  does not 
guarantee same. 

3 .  I t  i s  the responsibi l i ty  o f  t h e  customer t o  determine the type o f  
service available a t  any p a r t i c u l a r  l o c a t i o n  by i n q u i r y  a t  t h e  Cit .y 's  
o f f ice  prior t o  f i n a l  design or t h e  purchase of  any e q u i p m e n t .  

4 .  I n  areas where a cer ta in  standard secondary v o l t a g e  i s  being served,  
or  i s  planned t o  be served, t o  one o r  more cus tomers ,  appl icants  may 
be required by the City t o  r e c e i v e  s e r v i c e  a t  the same standard 
voltage s u p p l  ied t o  exis t ing customers.  

5. I t  i s  the responsibil i ty o f  the a p p l i c a n t  t o  a s c e r t a i n  and  comply w . i t h  
the requirements of governmental a u t h o r i t i e s  having j u r i s d i c t i o n .  

6 .  Service t o  customer i s  normally e s t a b l i s h e d  a t  one de l ivery  poin t ,  
through one meter, a n d  a t  one v o l t a g e  c l a s s .  Other arrangements f o r  
service a t  multiple service d e l i v e r y  p o i n t s  o r  for s e r v i c e s  a t  more 
than one voltage c lass ,  are  p e r m i t t e d  only  where feasible and w i t h  the  
approval o f  the  City.  

7. D i r e c t  current will n o t  be suppl ied by the City.  

B. Servi ce Del i very Vol t a s e s  

1. Following are the standard s e r v i c e  v o l t a g e s  normally a v a i l a b l e ,  
although not a71 o f  them are a v a i l a b l e  o r  can  b e  made a v a i l a b l e  a t  
each service delivery p o i n t .  
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CITY O F  LODI 
ELECTRIC UTILITY DEPARTMENT 

2 .  

Distribution Voltages 

Single-Phase Three- Phase Three-Phase 
Second a ry Seco nda ry Primary 

120, 2-wi re 240/120, 4 - w i  re 12,000,  3-wi re 
120/240,3-wire 208Y/120,4-wire 
120/208,3-wire 480Y/277,4-wire 

Transmission 
Vol tager 

Three-Phase 

60,000, 3-wi re 

A 7 1  voltages referred t o  in t h i s  Rule and appearing i n  some r a t e  
schedules are nominal service voltages a t  t h e  s e r v i c e  del ivery  p o i n t .  
The Ci ty ' s  f a c i l i t i e s  are designed a n d  operated t o  provide sustained 
service voltage a t  the service delivery p o i n t ,  b u t  t h e  voltage a t  a 
par t icular  service delivery point, a t  a p a r t i c u l a r  t ime,  wil l  v a r y  
within a f u l l y  sat isfactory range o f  5% o f  t h e  nominal values as 
shown below. The voltage balance between phases w i l l  b e  maintained as 
close as practicable t o  2-1/2% maximum d e v i a t i o n  from t he  average 
voltage between three phases. 

Nominal System Voltages 120V 208V 240V 277V 480V 

Minimum Voltage a t  
Service Delivery Point 114V 198V 228V 263V 456V 

Maximum Voltage a t  
Service Delivery P o i n t  126'1 218V 252V 291V 504V 

for purposes of energy conservation, the C i t y ' s  d i s t r i b u t i o n  vol tage 
will be regulated t o  the extent p r a c t i c a b l e  t o  maintain serviice 
voltage on residential  and commercial d i s t r i b u t i o n  c i r c u i t s  within t h e  
v o l t a g e s  ranges o f  0% t o  -5%. 

3. V o l t a g e s  may be outside the l imits specified when the v a r i a t i o n s :  

a. Arise from the temporary zction o f  the elements. 

b .  Are infrequent momentary fluctuations of  a s h o r t  dura t ion .  

c. Arise from service interruptions.  

d .  Arise from temporary separation of par t s  of t h e  system from the  
main system. 
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CITY O F  LODI  
ELECTRIC UTILITY DEPARTMENT 

e. Are from causes beyond the control of the City. 

f. Are from material or equipment failure. 

4. Where the operation o f  the custcrner's equipment requires unusally 
stable voltage regulation or other stringent voltage control beyond 
that supplied by the City in the normal operation o f  i t s  system, the 
customer, at his own expense, is responsible f o r  installing, owning, 
operating and maintaining any special or auxiliary equipment on the 
load side of the service delivery point a s  deemed necessary by the 
customer. 

5 .  The customer shall be responsible f o r  designing arid operating h i s  
system between the service delivery point a n d  t he  utilization 
equipment to maintain proper utilization voltage at t h e  line terminals 
o f  the utilization equipment. 

6. It must be recognized that, because of conditions beyond the control 
of the City or customer, or both, there will b e  infrequent and limited 
periods when sustained voltages outside of  the service vol taae ranges 
will occur. Utilization equipment may not operate satisfactorily 
under these conditions, and City or customer protective d e v i c e s  may 
operate to protect the equipKent. 

7. Customer Utilization Voltages: 

a. All customer-owwd utilization equipment must be designed and  
rated in accordance with the following utilization voltages 
specified by the American National Standard C84.1, if custoiner 
equipment is t o  give fully satisfactory performance: 

Nomi na 1 Minimum Maximum 
Uti 1 ization Utilization Uti 1 ization 
Voltage 
120 
208 
240 
277  
430 

Vol taqe 
110 
191 
220 
254 
440 

Vol t a q e  
126 
2 18 
252 
2 9 1  
504 

b. The difference between service and utilization voltages are 
allowances for voltage drop in customer wiring. The maxinium 
allowance i s  4 volts (120-volt base) for secondary service. 

c. Minimum utilization voltages from American National Standard C84..1 
are shown f o r  customer information only as the City has no control 
over voltage drop in customer's wiring. 
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CITY O F  LODI 
ELECTRIC UTILITY DEPARTMENT 

d .  

e .  

The minimum ut i l iza t ion  voltages shown i n  ( a )  above apply f o r  
c i rcu i t s  supplying l ighting loads. The m i  nirnurn secondary 
ut i l izat ion voltages specified by Americn National Standard C84.1 
for  c i rcu i t s  n o t  supplying l ighting loads a r e  90% o f  nornjinal 
voltages (108 volts on 120-volt base) f o r  normal service. 

Motors used on  208-volt systems should b e  r a t e d  200 v o l t s  o r  ( f o r  
small single-phase motors) 115 volts.  Motors r a t e d  230 vo l t s  wil l  
n o t  perform sa t i s fac tor i ly  on these systems and should n o t  be 
used. Motors rated 220 volts should no t  be used o n  208-volt 
sys terns. 

8. Voltage Cont ro l  Within Special Limits: 

Where customer desires v o l t a g e  control w i t h i n  unusual ly close 1 imi t s ,  
the C i t y  may require customer t o  provide a t  h i s  own expense such 
special or additional equipment as required, o r  t he  C i t y  may p r o v i d e  
such equipment i f  custoner pays the net e s t ima ted  i n s t a l l e d  cos t  o f  
such equipment. 

C .  Connected Load Ratings 

The connected load i s  the sum of the rated c a p a c i t i e s  of a11 o f  the  
customer's e l ec t r i c  u t i l i za t ion  equipment t h a t  i s  served t h r o u g h  one 
metering p o i n t  and t h a t  may be operated a t  one time, computed t o  the 
nearest horsepower, ki 1 o w a t t  o r  ki 1 ovol t-ampere . Motors w i  1 1 be 
counted a t  the i r  nameplate r a t i n g  i n  horsepower and a71 other  devices 
a t  namepl a te  r a t i n g  i n  ki 1 owatts o r  k i  1 o v o l  t-amperes . Conversi ons 
between horsepower, ki 1 owat t  and/or k i  1 ovol t ampere r a t ing  w i  11 be 
made o n  a one-to-one basis.  The City reserves  t h e  r i g h t  t o  r a t e  i3ny 
device by actual t e s t .  

2 .  Motor-generator sets  s h a l l  be rated a t  the nameplate r a t i n g  of  *the 
a7 ternating-current drive motor o f  the se t .  

3. a .  X-ray equipment s h a l l  be rated a t  the maximum nameplate kva  i n p u t  
operating a t  the highest rated o u t p u t  amperes. I f  the k v a  i n p u t  
rating i s  n o t  shown, i t  will be determined f o r  s ingle-phase l o a d s  
by t a k i n g  the product o f  the amperes i n p u t  r a t i n g  times the i n p u t  
voltage rating divided by 1000. F o r  three-phase equipment, 
multiply th i s  product times the square r o o t  o f  three (1 .73 ) .  

b .  Where X-ray equipment i s  separately metered and supplied f r o m  a 
separate transformer instal led by t h e  Ci ty  t o  serve the  X-ray 
instal la t ion o n l y ,  the kva  rating o f  t h e  C i t y ' s  transformer o r  the  
t o t a l  X-ray equipment input capacity, whichever i s  srna1ler, wil l  
be considered the l o a d  for b i l l ing  purposes .  
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CITY O F  LODI 
ELECTRIC UTILITY DEPARTMENT 

D .  Welder Service 

1. Rating of Welders: 

Electric welders will be rated for  bil l ing purposes as follows: 

a .  Motor Generator Arc !.!elders: 
The horsepower rating of the motor driving a motor generator 
type a r c  welder will be taken as the horsepower rating o f  
the welder. 

b.  Transformer Arc Welders: 
Namepl ate maximum kva input ( a t  rated o u t p u t  amperes) w i  11 
be taken as the r a t i n g  o f  transformer-type a rc  welders. 

c .  Resistance Welders: 
Resistance welder ratings will  be determined by mu1 t ip ly ing  
the welder transformer nameplate rating ( a t  50% d u t y  cycle)  
by the appropriate factor l i s ted  below: 

Factor 
City Customer 

Transformer Nameplate 
Type o f  ';!elder Ratinq @ 50% D u t y  Cycle 

Rocker Arm Press 
o r  Projection S p o t  20 kva  or less  

Rocker Arm or 

Projection S p o t  21  t o  75 kva,  incl . 
Flash or B u t t  100 kva  or over 
Seam or Portable 

Press S p o t  Over 20 k v a  7 

G u n  All Sizes 

Flash or 3utt  67 t o  100 k v a ,  incl. 

3 Projection S p o t  Over 75 k v a  
Flash or 3 u t t  66 k v a  or less  

* Each flash or b u t t  welder i n  th i s  q r m p  will 

Owned 
Dis t r i  b.  
T r a n s f .  

.6U 

.80 

* 

1 .20  

Owned 
Dis t r i  b .  
Transf .  

-50  

-60  

* 

* 90 

be ra ted  a t  80 k v a  
where distribution transformer i s  owned by the City or 60 k v a  
where distribution transformer i s  owned by the cus tomer .  
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CITY O F  LODI 
ELECTRIC UTILITY DEPARTMENT 

d .  

e. 

f .  

Ratings prescribed by ( a ) ,  ( b ) ,  and ( c )  above, normally will be  
determined from nameplate d a t a  or f r o m  data supplied by the 
manufacturer. I f  such d a t a  i s  n o t  ava i l ab le  o r  i s  believed by 
either the City or customer t o  be unre l iab le ,  the  rating  will^ be 
determined by tes t .  

If established by seals approved by the City,  t h e  welder r a t i n g  
may be limited by the sealing of t a p s  which provide capacity 
greater t h a n  the selected t a p  a n d / o r  by t h e  interlocking lockout 
of one or more welders with other welders. 

When conversion o f  units i s  required f o r  t a r i f f  application, one 
welder k v a  will be taken a s  one horsepower f o r  t a r i f f s  s ta ted on a 
horsepower b a s i s  and one welder kva will  be taken as one kilowatt 
for ta r i f f s  stated on a k i l o w a t t  basis. 

2 .  Billing of Welders: 

Welders will be billed a t  the regular r a t e s  and  conditions o f  t he  
t a r i f f s  on which they ar2 served, subject t o  t h e  following p r o v i s i o n s :  

a .  Connected Load Type o f  Schedule: 
Nelder l o a d  will be included as p a r t  o f  the  connected load  
with ratings as  determined under S e c t i o n  1, above, based on 
the maximum load t h a t  can be connected a t  any one time, and  
no allowance will be made for d ivers i ty  between welders. 

b .  Demand Metered Type o f  Schedule: 
Where resistance welders are served on t h e s e  schedules, t h e  
computation o f  diversified resistance we1 der  load shall 
be made as follows: 

Mult iply the individual res is tance welder r a t i n g s ,  as 
prescribed i n  Sections 1 ( c )  t o  1 ( f )  inclusive,  above, 
by the f o l l o w i n g  factors and adding t h e  r e su l t s  t h u s  
obtained: 

1.0 times the rating o f  the l a r g e s t  welder 
0.8 times the rating of the n e x t  l a rges t  welder 
0.6 times the rating o f  t h e  n e x t  l a rges t  welder 
0 . 4  times the rating o f  t h e  next l a rges t  welder 
0.2 times the rating of a l l  addi t ional  welders 

If this computed diversified resis tance welder l o a d  i s  
greater t h a n  the metered demand, t h e  d ive r s i f i ed  
resistance welder l o a d  will be used i n  l i e u  of t h e  metered 
demand f o r  rate computation purposes. 
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CITY O F  LODI 
ELECTRIC UTILITY DEPARTMENT 

3. Use of Welders T h r o u g h  Residential Service: 

Any welder exceeding 3 kva capacity a t  50% duty cyc le  supplied t h r o u g h  
a residential  service requires advance approval by the  City.  

General Load Limitations 

1. Single-Phase Service: 

a.  Single-phase service will normally be 120/240 v o l t s  ( o r  three-wire 
120/208 volts a t  certain locations as now o r  h e r e a f t e r  es tab l i shed  
by the City) where any single motor does n o t  exceed 7--1/2 
horsepower. For any single-phase s e r v i c e ,  t h e  maximum demand! as 
determined by the City is  limited t o  t h e  capaci ty  o f  a 100 KVA 
transformer. If a l o a d  requires a transformer i n s t a l l a t i o n  i n  
excess of 100 KVA, the service normally will be three-phase. 

b .  I n  locations where the City maintains a 120/208-volt secondary 
system, 3-wire single-phase service w i l l  b e  1 i m i  t e d  t o  t h a t  which 
can be supplied by a main switch o r  s e r v i c e  en t r ance  ra t ing  o f  200 
amperes. Single-phase l o a d s  in these loca t ions  in excess o f  t h a t  
which can be supplied by a 200 ampere rnair: switch o r  s e rv i ce  
entrance rating will normally be supplied w i t h  a 208Y/120 v o l t ,  
three-phase, 4-wi re servi ce. 

2 .  Three-Phase Service 480 Volts or Less: 

Minimum Load Maximum Demand Main 
Nominal Voltage Requi renents Load Permitted R a t i n g  

a .  Service normally available from overhead primary d i s t r i b u t i o n  
sys tems:  

2 08Y / 120 30 K V A ,  3-phase demand 225 KVA 800 Amp. 
240/120 5 H P ,  3-phase conpected 225 KVA 800 Amp. 
480Y/277 50 K V A ,  3-pnase demand 225 KVA 400 Arnp. 

b .  Service from undergrcund primary d i s t r i b u t i o n  systems o r  f rom 
underground taps of overhead primary d i s t r i b u t i o n  systems (where 
the City maintains existing 3-phase primary circuits): 

208Y/120 Demand l o a d  j u s t i f i e s  a 

480 Y / 2  7 7 Demand l o a d  j u s t i f i e s  a 
75 K V A  transformer 750 KVA 2000 Amp.. 

75 KVA transformer 1500 KVA 2000 Arnp.. 
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CITY O F  LODI 
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NOTE: The "blain Rating" ampere l i s t ed  i n  p a r t  " a"  and "b"  above is  
the maximum load the City will serve through the se rv ice  i n  quest ion,  
i . e .  mains of greater ra t ings,  i f  instal led,  will only be supplied up 
t o  the amperes indicated. 

c .  Where three-phase service i s  supplied, the City reserves  the  r i g h t  
t o  use single-phase transformers connected crye, open-del t a ,  o r  
closed del ta ,  or three-phase transformers. 

d.  Three-phase metering for  one service v o l t a g e  supplied t o  
instal la t ions on one premise a t  one delivery loca t ion  normally is  
limited t o  a maximum of a 2,000 ampere service r a t ing .  Metering 
for  larger instal la t ions,  or instal la t ions having two  o r  more 
service switches with a combined rating in excess o f  2,000 
amperes, or service in excess of  the max imum demand load 
permitted, may be instal led provided approval of t h e  City has been 
f i r s t  obtained as t o  the number, size,  a n d  loca t ion  of switches,  
c i r cu i t s ,  transformers a n d  related f a c i l i t i e s .  

3. Three-Phase Service Above 480 Volts: 

a .  Three-phase demand loads in excess of 500 KVA, b u t  l e s s  t h a n  7000 
K V A  Gay,  with City approval, be supplied by means of  a primary 
service a t  the primary dis t r ibut ion voltage ava i l ab le  a t  the  
location. 

b. Three-phase demand loads i n  excess o f  7000 K V A  w i l l  normally be 
served by means o f  a primary service a t  the transmission volta'ge. 
This service i s  available only a t  se lect  locations. 

4. Load Balance: 

The customer shall balance his load as nearly as p r a c t i c a b l e  between 
the two s i d e s  of a three-wire, single-phase service and between a l l  
phases o f  2 three-phase service. The difference i n  amperes between 
any t w o  phases a t  the customer's peak load, and  f o r  loadings within 
50% of t h o  peak load, shall  not be greater t h a n  10% o r  50 amperes ( a t  
the service deli very voltage) , whichever i s  greater ,  except t h a t  the 
difference between the load on the lighting phase of a four-wire d e l t a  
service a n d  the load o n  i t s  power phase may be more than these  
l imits.  I t  shall be t h e  responsibil i ty of the customer t o  keep h i s  
demand l o a d  balanced w i t h i n  these l imits .  The 10% range sha l l  be 
determined based cn the smaller of the two ampere readings.  

Page No. 2-8 



F. 

CITY O F  LODI 
ELECTRIC UTILITY DEPARTMENT 

Interference With Service 

1. General: 

The City reserves the r i g h t  t o  refuse t o  serve new l oads  o r  t o  
continue t o  supply existing loads of  a s i z e  o r  cha rac t e r  t h a t  nay be 
detrimental t o  the City 's  operations o r  t o  t h e  se rv ice  o f  i t s  
customers. Any customer w h o  operates o r  p l a n s  t o  operate any 
equipment such as ,  b u t  n o t  limited t o ,  pumps ,  welders,  furnaces,  
compressors or other equipment where t h e  use a f  e l e c t r i c i t y  i s  
intermittent,  causes intolerable voltage f l u c t u a t i o n s ,  o r  otherwise 
causes intolerable service interference, must reasonably l imi t  such 
interference or r e s t r i c t  t h e  use of such equipment upon request by  the  
City. The customer i s  required e i ther  t o  provide and pay f o r  whatever 
corrective Keasures are necessary t o  l imit  t h e  in t e r f e rence  t o  a level 
established by the City as reasonable, o r  a v o i d  t h e  use o f  such 
equipment, whether o r  n o t  the equipment has previously caused 
interference. 

2.  Harmful Wave Form: 

Customers shall n o t  operate equipment t h a t  superimposes a current  o f  
any frequency or wave form upon  the C i ty ' s  system, o r  draws current  
from the City 's  system of  a harmful wave f o r m ,  which causes 
interference w i t h  the City 's  operations, o r  t h e  se rv ice  t o  other  
customers, o r  inductive interference t o  communication f a c i l i t i e s .  

3. Customer's Respcnsi bi 1 i t y :  

Any customer causing service interference t o  o t h e r s  m u s t  d i l i gen t ly  
pursue a n d  take timely corrective a c t i o n  a f t e r  b e i n g  given notice a n d  
a reasonable time t o  d o  so by the City. I f  the  customer does not take 
timely corrective action or continues t o  operate t h e  equipment causing 
the interference w i t h o u t  res t r i  c t i  on or f imi t , the  Ci t y  may, w i t h o u t  
l i a b i l i t y ,  a f t e r  giving 5 days written n o t i c e  t o  customer, e i t h e r  
ins ta l l  and  activate c o n t r o l  devices O R  i t s  f a c i l i t i e s  t h a t  wi l l  
temporarily prevent the detrimental operation, o r  d iscont inue e l e c t r i c  
service until a suitable permanent s o l u t i o n  i s  provided by the 
customer a n d  i t  i s  operational. 

4 .  Motor Starting Current Limitations: 

a .  The s tar t ing o f  motors shall be cont ro l led  by  the  customer las 
necessary t o  avoid causing voltage f l u c t u a t i o n s  t h a t  will  be 
detrimental t o  the o p e r a t i o n  of t h e  C i t y ' s  d i s t r ibu t ion  or 
transmission system, or t o  the serv ice  o f  any o f  the C i ty ' s  
customers. 
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b.  Motor s ta r t ing  current i s  defined a s  the steady s ta te  current  
taken from the supply l ine w i t h  the m o t o r  r o t o r  o r  ro tors  locked, 
with a l l  other power consuming components, including a current  
reducing s t a r t e r ,  i f  used, connected i n  t h e  s t a r t i n g  p o s i t i o n ,  and 
w i t h  rated voltage and frequency applied. 

c ,  Motor s tar t ing current l imitations are a s  follows: 

(1) Single-Phase: 

( a )  Automatically controlled, s ing le-phase  motorized 
equipment (except as provided i n  paragraph ( b )  bellow) 
shall be  equipped with motors  having s t a r t i n g  currents  
n o t  i n  excess of the following: 

(1) 50 amperes a t  120 v o l t s  
( 2 )  80 amperes a t  208 v o l t s  
( 3 )  100 amperes a t  240 v o l t s  

( b )  Manually control led,  single-phase motorized equipment 
shall be equipped with motors having s t a r t i n g  currents  
no t  i n  excess of the following: 

(1) 
( 2 )  
( 3 )  

100 amperes a t  120 v o l t s  
160 amperes a t  208 v o l t s  
200 amperes a t  240 v o l t s  

Unitary air-conditioners a n d  h e a t  pumps, because of  
the i r  long operating cycles and i n f r equen t  s t a r t s ,  wi l l  
be governed by t h i s  s e c t i o n  even i f  they are 
automatical ly control led. 

( 2 )  Three-Phase: 

( a )  Automatically control led three-phase motors s h a l l  comply 
with a l l  applicable NEMA s t a n d a r d s  a n d  shal l  ha.ve 
maximum star t ing currents n o t  i n  excess  of the  following: 

(1) 
( 2 )  
( 3 )  

830 amperes a t  208 v o l t s  
722 amperes a t  240 v o l t s  
361 amperes a t  480 v o l t s  

The values l i s t ed  permit, i n  gene ra l ,  t h e  i n s t a l l a t i o n  
o f  a single 50 HP NEMA standard m o t o r  w i t h o u t  s t a r t i n g  
current reducing equipment. 
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( b )  Manually control led three-phase motors s h a l l  comply w i t h  
a l l  applicable NEMA standards a n d  sha l l  have s t a r t i n g  
currents n o t  in excess of the following: 

(1) 
(2) 
( 3 )  

1660 amperes a t  208 volts 
1444 amperes a t  240 volts 

722 amperes a t  480 volts 

The values 1 is tsd permit, in general, t he  installation 
of a single l O O H P  NEMA standard motor w i t h o u t  s t a r t i n g  
current reducing equipment. 

d .  The s tar t ing current values in p a r a g r a p h  ' ' c "  above  apply only t o  
the instal la t ion of a single motor .  Start ing cur ren t  reduc:ing 
equipmenrs may be omitted on the smaller motors o r  a g r o u p  
instal la t ion when the i r  omission will n o t  r e s u l t  i n  a s t a r t i n g  
current in excess of the allowable s tar t ing current  o f  the l a rges t  
motor o f  the g r o u p .  Where motors s t a r t  simultaneously, they will 
be treated as a single unit equal t o  the sum of t h e i r  individual 
s tar t ing currents. 

e.  The customer shall contact the C i t y  regarding motors w i t h  voltage 
ratings i n  excess o f  480 v o l t s .  

f .  Three-phase motors t o  be used where large l o a d s  o r  special  
conditions exis t  may, with specif ic  permission o f  the  City, have 
star t ing currents i n  excess o f  the values shown. 

g .  I t  i s  the responsibility o f  the customer t o  insure  t h a t  his  own 
electr ical  system i s  capable o f  h a n d l i n g  the s t a r t i n g  currents  
permitted without excessive vol tage d r o p .  

h .  Notwithstanding the foregoing, the City may l imi t  the maximum s i z e  
and t h e  type o f  any motor  t h a t  may be operated a t  any spec i f i c  
'location on i t s  system t o  t h a t  which, i n  the  O p i n i o n  of the  CiT.y, 
will not be detrimental t o  the City 's  operation o r  t o  the service 
o f  i t s  customers. 

Protective Devices 

1. I t  shall be t h e  customer's responsibility t o  furnish,  i n s t a l l ,  inspect 
a n d  keep i n  good a n d  safe c o n d i t i o n  a t  his own r i sk  and  expense, a l l  
appropriate protective devices o f  any k i n d  o r  character ,  which may be 
required t o  properly protect the customer's f a c i l i t i e s .  T h e  City 
shall n o t  be responsible for any loss or damage occasioned o r  causlld 
by the negligence, or wrongful a c t  of the customer o r  o f  any of h i s  
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agents ,  employees or 1 icensees in  omit t ing,  installing m a i n t a i n i n g ,  
using,  operat ing o r  i n t e r f e r ing  w i t h  any such p r o t e c t i v e  dev ices .  

2 .  I t  sha l l  be  the customer's r e spons ib i l i t y  t o  s e l e c t  and i n s t a l l  s8uch 
p ro tec t ive  devices as may be necessary t o  coordinate  p r o p e r l y  w i t h  the 
C i t y ' s  p ro tec t ive  devices t o  avoid exposing o t h e r  customers  t o  
unnecessary serv ice  in t e r rup t i cns .  

3. I t  sha l l  be the customer's r e spons ib i l i t y  t o  equip h i s  th ree-phase  
motor i n s t a l  1 a t i  ons with appropriate  devices , or  use motors w i t h  
inherent  f ea tu re s  t o  completely disconnect such moto r s  from t h e i r  
power supply, giving p a r t i c u l a r  considerat ion t o  t he  f o l 1  owing: 

a .  Protect ion in  each s e t  of phase conductors t o  p r e v e n t  damage d u e  
t o  overheating i n  the  event of  overload. 

b .  Protect ion t o  prevent automatic r e s t a r t i n g  o f  motors o r  
moxor-driven machinery which has been subjec ted  t o  a s e r v i c e  
in t e r rup t ion  a n d ,  because o f  the  nature  o f  the  machinery i t s e l f  o r  
the product i t  hzndles, cannot s a f e l y  resume operat- i  on  
automatical ly .  

c .  Open-phase pro tec t ion  t o  prevent damage due t o  o v e r h e a t i n g  i n  the  
event o f  l o s s  o f  voltage o n  one phase. 

d .  Reverse-phase pro tec t ion  where appropr ia te  t o  prevent uncon t ro l l  e d  
reversa l  o f  motor ro t a t ion  i n  t h e  event of  a c c i d e n t a l  phase 
r eve r sa l .  

4.  The ava i l ab le  s h o r t - c i r c u i t  cu r ren t  va r i e s  from one l o c a t i o n  t o  
another ,  a n d  a l so  depends on the  u l t imate  design c h a r a c t e r i s t i c s  o f  
the C i t y ' s  supply and serv ice  f a c i l i t i e s .  Consult the C i t y  fo r  the 
u l t imate  maximum s h o r t - c i r c u i t  cur ren t  a t  each s e r v i c e  t e rmina t ion  
p o j  n t .  

5 .  Any non-City-owned emergency standby generat ion equipment t h a t  can be 
operated t o  supply power t o  f a c i l i t i e s  t h a t  a r e  a l s o  des igned  t o  'be 
suppl ied from the  C i t y ' s  system sha l l  be con t ro l l ed  w i t h  s u i t a b l e  
p ro tec t ive  devices by t h e  customer t o  prevent p a r a l l e l  o p e r a t i o n  w i - t h  
t he  C i t y ' s  system in a f a i l - s a f e  manner, such as the  use o f  a 
double-throw sc i i t ch  t o  disconnect a l l  conductors. See Rule a n d  
Regulation No. 21  f o r  f u r t h e r  d e t a i l s .  
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H. Power Factor  Correction 

In the case of neon, fluorescent, luminous, gaseous o r  mercury vapor  
lighting equipment, e l ec t r i c  welders a n d  other devices having low power 
factors,  the customer may be required by the City t o  provide, a t  h is  own 
expense, the necessary power factor corrective equi prent  t o  i ncrease the 
power factor o f  such devices t o  n o t  less t h a n  90%. 

I .  Chanae o f  Service Deliverv Vol t aae  

J .  

The City reserves the right t o  change the service delivery v o l t a g e  a f t e r  
giving a l l  involved customers a minimum of 180 days notice i n  wri t ing.  

Notification o f  Changes 

I t  i s  the customer's responsibility t o  notify the City ( E l e c t r i c  U t i l i t y  
Department, Engineering) of any changes in the character of t he  load, e.g. 
increase o f  l o a d ,  relocation of service entrsnce, increase o f  service 
s ize ,  change of service equipment or any other change t h a t  e f f e c t s  the 
City 's  e l ec t r i c  system. 
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R U L E  AND R E G U L A T I O N  NO. 3 

APPLICATION FOR SERVICE 

A .  Application fo r  Service 

1. Reference "Lodi  Municipal Code" - Chapter 13.04, S e c t  o n  13.04.020. 

2. The C i ty ' s  E lec t r i c  U t i l i t y  Department may r e q u i r e  each prospect ive 
customer, when applying fo r  service,  t o  complete and  s i g n  an " E l e c t r i c  
Service Request'' form. I t  i s  the customer's respons b i l i t y  t o  con tac t  
the Electr ic  U t i l i t y  Department t o  determine i f  t h e  completion of  an 
Electr ic  Service Request form i s  required f o r  the p a r t i c u l a r  serv.ice 
being requested. 

3. The application i s  merely a request f o r  s e r v i c e  and does not  i n  i t s e l f  
bicd the City t o  serve,  except under reasonable  conditions. 

3. Individual L iab i l i t y  f o r  Jo in t  Service 

I n  any case where two or more par t ies  j o i n  in one a p p l i c a t i o n  for e l e c t r i c  
service,  such pa r t i e s  shal l  be j o i n t l y  and s e v e r a l l y  l i a b l e  thereunder ,  
and only one b i l l  will  be rendered f o r  e l e c t r i c  s e r v i c e  supplied i n  
accordance therewith. 

C .  Chanqe o f  Customer's Electr ical  Equipment 

The customer shal l  immediately give writ ten n o t i c e  t o  t h e  C i ty  ( a t t e n t i o n  
Electr ic  U t i l i t y  Department) in the event the customer makes any mater ial  
change  i n  the amount, type o r  us2 of the e l e c t r i c a l  e q u i p m e n t  installed 
upon his/her premises t o  be supplied w i t h  e l e c t r i c  ene rgy  by t h e  City.  

D.  Conditions o f  Service 

1. By applying f o r  or  accepting service from t h e  C i t y ,  a customer agrees  
t o  a b i d e  by a l l  of the e l e c t r i c  service requirements, r a t e  schedules ,  
a n d  the Rules a n d  Regulations of t he  City conce rn ing  such s e r v i c e ,  t o  
provide any rights-of-way across his /her  own p r o p e r t y  t h a t  the Ci ty  
may deem necessary t o  supply sLich se rv ice  a n d  t o  coope ra t e  w i t h  the 
City i n  i t s  construction and maintenance of  t h e  f a c i l i t i e s  needed f o r  
such service.  The customer shal l  be r e s p o n s i b l e  f o r  any add i t iona l  
costs caused by the customer's f a i l u r e  t o  comply w i t h  the provis ions 
o f  t h i s  paragraph. 
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2 .  Construction o f  City f a c i l i t i e s  in rendering e l e c t r i c  s e r v i c e  w i l l  be 
as  per C i t y  standard design and construction p r a c t i c e s .  Subject: t o  
the a p p r o v a l  o f  the City, non-standard c o n s t r u c t i o n  o f  City facilities 
may be p r o v i d e d  where the customer pays the  City t h e  addi t iona l  cos ts  
incurred by the City i n  providing the non-s tandard  facilities. 
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R U L E  AND R E G U L A T I O N  NO. 4 

CONTRACTS 

Contracts will n o t  be required as a condition prior t o  service e x c e p t :  

1. As conditions i n  the regular schedule o f  r a t e s  a p p r o v e d  o r  a c c e p t e d  by 
the C i t y .  

2 .  As may be required for  e lec t r ic  extensions f o r  temporary  se rv ice  o r  
speculative projects. 

3. In such other cases as the Electric Ut i l i ty  Director determines a r e  i n  
the best interest  o f  the City t o  have t h e  custcmer s i g n  a wri t ten 
contract. 

Contracts nay be required for  construction purposes a s  a c o n d i t i o n  p r i o r  t o  
service. Any customer application for  service which i n  t he  judsment o f  iche 
City i s  no t  a standard practice may require a contract .  

Contracts will be required for :  

1. Non-City-owned parallel generation projects. 

2 .  Where energy d a t a  pulses are supplied. See Rule and  R e g u l a t i o n  No. 1.7. 

(End)  
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RULE A N D  REGULATION NO. 5 

SPECIAL INFORMATION REQUIRED ON FOaMS 

The Finance D i r e c t o r  may r e q u i r e  such i n f o r m a t i o n  n e c e s s a r y  t o  assure p r o p e r  
c u s t o m e r  b i l l i n g  and t o  e s t a b l i s h  c r e d i t .  

( E n d )  
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RULE AND REGULATION NO. 6 

ESTABL I SHMEMT AND RE-ESTABL I SHMENT 0 F CREDIT 

The cr i ter ia  t h a t  the Finance Director may use t o  establish credi t  are 
previous payment history, type of business and  se rv ice  l o c a t i o n .  Payment o f  
a l l  b i l l s ,  fees ,  deposits a n d  any other monies  d u e  t o  t h e  City shal l  
re-establish credit. 
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RULE AND REGULATION NO. 7 

DEPOSITS 

R e f e r e n c e  "Lodi Munic ipa l  Code" - C h a p t e r  13.04 
S e c t i  o n  13.04.020 a n d  13.04.030. 
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R U L E  F.ND RESULATIOM f40. 8 

NOTICES 

Any notice the City may give t o  a customer supplied with e l e c t r i c  energy by 
the City may be given by written notice, e i ther  delivered by the City o r  
properly deposited i n  any United States Post Office postage prepaid,  addressed 
t o  the customer's l a s t  known address. 

Any not ice  from any customer t o  the  City may be  given t o  t h e  City by the 
customer in person, or by an authorized agent, a t  the off ice  of  t h e  Elec t r i c  
Ut i l i ty  Department, o r  by written notice properly enclosed in a sealed 
envelope, postage prepaid, a n d  deposited in any U n i t e d  Sta tes  P o s t  Office 
addressed t o :  

City o f  L o d i  
Electric Uti 1 i ty  Department 

Call Box 3006 
Lodi, CA 95241-1910 

Any notice by a custoper t o  t h e  City regarding a proposed increase i n  load,  a 
relocation o f  service,  or a n  increase i n  size of service, must a l s o  be sen t  t o :  

City o f  Lodi 
Electric Uti 1 i ty  Department 

1331 S o u t h  Ham Lane 
L o d i ,  CA 95242 
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RULE AND REGULATION NO. 9 

RENDERING AND PAYMENT OF BILLS 

Reference "Lod i  Municipal Code" - Chapter  13.04, Sec t ion  13.04.030. 

( E n d )  
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RULE A N D  REGULATION NO. 10 

DISPUTED BILLS 

Reference "Lodi Municipal Code" - Chapter 13.04, S e c t i o n  13.04.030. 

(End) 
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RULE AND REGULATION NO. 11 

DISCONTINUATION AND RESTORATION OF SERVICE 

Reference "Lodi Flunic ipa l  Code" - Chap te r  13 -04, S e c t i o n  13.04.030. 

( E n d )  
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R U L E  A N D  REGULATION NO. 12 

APPLICATION OF RATE SCHEDULES 

A.  ADD^ i cation 

1. Bi l l s  for  e l ec t r i c  service will be computed i n  accordance w i t h  the 
rate  schedules adopted by t h 2  C i t y  Council and a p p l i c a b l e  t o  the  c l a s s  
of service supplied t o  the customer. 

2 .  Copies o f  a l l  effect ive rate  schedules a r e  a v a i l a b l e  f o r  putllic 
inspection a t  the Electric Ut i l i ty  Department's o f f i ces  a n d  a t  the 
Finance Department a t  City Hall. 

3. Unless specifically provided in a ra te ,  a l l  r a t e s  o f  the  City a re  
applicable on ly  for service supplied e n t i r e l y  by the City w i t h o u t  
interconnection o f  the customer's f a c i l i t i e s  w i t h  any other  source o f  
supply. 

4.  The City will take measures as may be p r a c t i c a b l e  t o  i n f o r m  a l l  
customers w h o  may be e l ig ib le  fo r  service u n d e r  n e w  o r  modified r a t e  
schedules. 

B. More T h a n  One Rate Schedule Applicable 

1. When more t h a n  one rate  schedule i s  appl icable ,  t h e  Ci ty  will  a s s i s t  
the customer or applicant by making a reasonable  e f f o r t  t o  determine 
which applicable ra te  schedule will r e s u l t  i n  t h e  lowest  charges . for 
e l ec t r i c  service. Such schedule will be g r a n t e d  t o  app l i can t .  

2. When a customer requests a change t o  a d i f f e r e n t  app l i cab le  schedule, 
the change will become effective fo r  s e rv i ce  rendered a f t e r  the n e x t  
regular meter reading following the date of n o t i c e  t o  the  City. The 
City will n o t  be required t o  make a change i n  rate schedules  a f t e r  the  
f i r s t  change u n t i l  12 months of service have been  rendered under the  
schedule then i n  e f fec t ,  unless a new schedule  i s  authorized, or 
unless operating conditions have changed t o  warran t  a change i n  
schedule. 
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RULE AND REGULATION NO. 13 

TEMPORARY S E R V I C E  

A. Establishment of TemDorarv Service 

The City will furnish temporary service,  including s e r v i c e  t o  operat-ions 
o f  a speculative nature o r  o f  questionable permanency, u n d e r  the following 
conditions: 

1. If undue hardship t o  the City or t o  i t s  customers does n o t  result  
the ref rom. 

2 .  The applicant shall pay t o  the City, i n  advance, t h e  estimated cost .  o f  
ins ta l l ing  and removing a l l  f a c i l i t i e s  e s p e c i a l l y  required f o r  
temporary service. This cost t o  include, b u t  i s  not  l imited t o ,  non- 
salvageable material, prorated cos t  ( 3  y r s . / l  i f ? )  of  salvageable 
material and labor for  the instal la t ion and removal. 

3. The applicant shall establish his c r e d i t  pursuant  t o  Rule and 
Regulation No. 6 .  

4. Single-phase service of 100 ampere or less  supp l i ed  t o  contractors  - for  
construction purposes will be instal led by t h e  City for a f i : x e d  
non-refundable "Temporary Service Hook-up Charge" provided such 
hook-up i s  for  connection of customer-owned s e r v i c e  pole per City 
standards, t o  existing City f a c i l i t i e s ,  only.  F a c i l i t i e s  may be 
instal led under Section 2 above. Construction s e r v i c e  whereby the 
contractor i n s t a l l s  the service entrance i n  a permanen t  l o c a t i o n ,  thus 
n o t  requiring the City t o  subsequently r e l o c a t e  t h e  s e rv i ce ,  wil l  n o t  
require s a i d  advance payment under th i s  Rule and Regulation. 

5. N o t h i n g  in t h i s  Rule and Regulaticn shall l imit  o r  a f f e c t  the  r i g h t  o f  
the City t o  col lect  from the customer any o t h e r  o r  addi t iona l  sums o f  
money which may become due a n d  payable t o  t h e  Ci ty  from the  customer 
by reason o f  the temporary service furnished o r  t o  b e  furnished. The 
City may refuse e l ec t r i c  service i f ,  i n  the  judgment of the  Ci ty ,  
unsafe or hazardous conditions ex is t .  

€3. Change t o  Permanent Status 

1. I f  a t  any time the character o f  a temporary cus tomer ' s  operations 
change such t h a t ,  in the opinion o f  the C i ty ,  t h e  customer should be 
c lass i f ied as permanent, or when a customer served under t h i s  Rule has  
operated the electr ical  equipnent or iginal ly  i n s t a l l e d  by h i m  o r  
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e lec t r ica l  equipment o f  the same power requirements f o r  a period o f  36 
consecutive months from the date service i s  f i r s t  del ivered under t h i s  
Rule a n d  has proved the permanency o f  his business t o  the C i ty ' s  
sa t i s fac t ion ,  the customer will be classi f ied as permanent. 

2 .  Upon recl assi f i cati  on  from temporary t o  permanent, t h e  customer w i  11 
be required t o  advance any f u n d s  for  permanent s e r v i c e ,  l e s s  the  
advance under A - 2  above, per the l ine extension rule i n  e f f e c t  at the  
time temporary service was f i r s t  rendered t o  the customer. I n  no 
event will a refund t o  the customer be paid. 

Customer-Owned Generation Fac i l i t i es  

There shall be no  connection o f  customer-owned generation f a c i l i t i e s  t o  
the City 's  e l ec t r i c  system under th i s  Rule. A special  agreement i s  
requi red for  connection of any customer-owned generati on f a c i  1 i t i e s  t o  t h e  
City 's  e l ec t r i c  system. (See Rule a n d  Regulation No. 2 1 ) .  
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RULE A N D  REGULATION N O .  14 

CONTINUITY OF SERVICE 

A. Shortage of S u p p l y  

1. The City will exercise reasonable diligence and care t o  furnish and  
deliver a continuous a n d  suff ic ient  supply o f  e lec t r i c  energy t o  the 
customer, b u t  does n o t  guarantee continuity or sufficiency o f  supply.  

2, The  City shall n o t  b e  l izble  for any shortage or insufficiency o f  
supply o f  e lec t r i c  energy, or any loss or damage o f  any kind o r  
character occasioned thereby, caused by s t r ikes  or labor disputes, f i r e  
or other casualty, governmental res t r ic t ions ,  r egu la t ions ,  orders o r  
controls, terrorism o r  sabotage, c iv i l  commotion or riots, w a r  or  
hosti le governmental action, w i n d ,  ra in ,  lightning, earthquake, o r  
other a c t  o f  God, o r  any 0 t h ~ ~  caus2 beyond the City 's  r e a s o n a b l e  
control. 

3. I f  a shortage o f  supply occurs, t h e  City will make an  apportionment o f  
the zvailable supply o f  energy among customers as ordered or direclxd 
by the C i t y  Council. I n  t h o  absence o f  a n  order or direction by t h e  
City Ccuncil, the  City Manager will apportion the available supply o f  
energy among customers in a reasonable manner. 

3.  Interruption o f  Delivery 

1. The City will have the right t o  suspend temporarily t h e  delivery o f  
e lec t r ic  energy whenever necessary t o  make repairs or improvements t o  
i t s  system. Reasonabl e notice,  a s  circumstances permit, will b e  g i v e n  
t o  t h e  customers, and  t h e  repairs o r  improvements will be completed as  
rapidly as possible d u r i n g  normal City working hours, and  w i t h  t h e  
l e a s t  inconvenience t o  t h e  customers. 

2 .  A customer requesting overtime w o r k  by the Ci ty ,  for the customer's 
convenience, shall pay a l l  payroll and associated cos ts  for services  
requested outside normal working hours for  the City  employees providing 
the service. 
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3. T h e  Ci ty  shal l  not be l i a b l e  f o r  i n t e r r u p t i o n  o f  supply of e l e c t r i c  
energy, or any loss  o r  damage o f  any k i n d  or character occasioned 
thereby,  caused by s t r i k e s  o r  l a b o r  d i s p u t e s ;  f i r e  or other casual ty;  
governmental r e s t r i c t i  ons , regulations , orders or control s ;  terrori sm 
o r  sabotage; c i v i l  c o m m o t i o n  o r  r i o t s ;  war or hosti le governmental 
a c t i o n ;  w i n d ,  r a i n ,  l i g h t n i n g ,  ear thquake or other a c t  of God; or any 
o t h e r  cause beyond t h e  C i t y ' s  reasonable c o n t r o l .  
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R U L E  A N D  R E G U L A T I O N  N O .  15 

EXTENSION O F  FACILITIES 

A. Individual Applications a n d  Advance Notice 

1. E lec t r i c  l i n e  extensions will be constructed, owned, operated and  
maintained by the City t o  supply individual appl icants  w i t h  e l e c t r i c  
service a t  t h e i r  request i n  accordance with th i s  and o t h e r  a p p l i c a b l e  
City Rules and  Regulations. 

2.  Applicants shal l  provide s u f f i c i e n t  advance notice i n  o rde r  t h a t  
service can be rendered by the time such service i s  r equ i r ed .  The 
required advance notice will vary in consideration o f  t h e  scope of the 
project ,  a v a i l a b i l i t y  of equipment a n d  material ,  and the C i t y ' s  
workload a t  the time of application. 

3. Extensions o f  Questionable Permanency 

Line extensions t o  provide temporary service o r  t o  s e rve  i n s t a l l a t i o n s  
which, in  the opinion of the City, are  o f  a speculat ive nature  o r  o f  
questionable permanency, shall  be served under Rule No. 13. 

C .  Extensions Subject t o  Rights-of-Way o r  Easements 

City l i n e  extensions will be constructed only a l o n g  p u b l i c  roads and 
highways and upon private  property across which s a t i s f a c t o r y  easements 
a n d / o r  rights-of-way can be obtained without cost  t o  o r  condemnation by 
the City. 

D .  Underground Extensions 

1. General: 

The City will i n  planned developments, subdivis ions,  apartment 
complexes, mobile hone parks and in other recorded s u b d i v i s i o n s  arid 
areas approved by the City extend a l l  permanent d i s t r i b u t i o n  l i n e s  
underground and connect only t o  underground s e r v i c e s  u n d e r  the 
following sections a n d  under Rule No. 16 .  However, the  fol lowing 
exceptions a l l o w  fo r  continued construction and  use o f  overhead 
d i s t r ibu t ion  faci  1 i t i e s  : 

a .  where overhead d i s t r ibu t ion  f a c i l i t i e s  already exis t  and are 
expected t o  remain inde f in i t e ly .  

b .  i n  areas where g r o w t h  and development indicate  t h e  a r ea  w i l l  
remain unchanged f o r  many years.  
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c .  in l ight  and heavy industrial areas f o r  the opera t ing  convenience 
o f  the City. 

d .  in certain areas where l ines may b e  cons t ruc ted  a l o n g  major  
rights-of-way t o  supply bulk power t o  o t h e r  a reas  beyond the area 
they traverse. 

2.  Developer's Construction Responsibilities: 

In  addition t o  costs and  responsibi l i t ies  f o r  e l e c t r i c  se rv ice  per 
th i s  Rule a n d  Rule No. 16 ,  the Developer s h a l l  provide a l l  trenching, 
excavation, backfi l l ,  compaction and t ransformer pads ( f o r  
non-residential developments) per spec i f ica t ions  and requirements of 
the  City. 

3. Residential Subdivisions, Condominiums, Townhouses, Apartment 
Complexes and Mobile Home Parks: 

Underground distribution f a c i l i t y  extensions wi l l  be i n s t a l l e d ,  owned 
a n d  maintained by the City. The developer wi l l  be required t o  m a k e  a 
non-refundable payment, prior t o  construction, equal t o  t h e  a m o u n t  o f  
the estimated c o s t  o f  the dis t r ibut ion f a c i l i t i e s  w i t h i n  the  
development, including transformation c o s t s .  Serv ice  l a t e r a l s  wil l  be 
installed per Rule No. 16. 

4 .  Commercial a n d  Industrial Developments: 

Underground distribution f a c i l i t y  extensions i n  designated underground 
areas will be constructed, owned a n d  maintained by the City.  The 
developer will be required t o  make a non-refundable payment p r i o r  t o  
construction, equal t o  the amoun t  as follows: 

a .  Developments where ultimate load can  b e  determined a t  time o f  
construction (definable load). 

T h e  estimated cost of  the d is t r ibu t ion  facilities w i t h i n  the  
development including transformation requi red  t o  serve the 
definable load. 

b .  Developments where ultimate load c a n n o t  be determined a t  time o f  
construction (non-definable load).  

1. The estimated cost of the d i s t r ibu t ion  f a c i l i t i e s  within the 
development, and  

2 .  The transformation c a p a c i t y  charge based on the fee listed i n  
"Fee Schedule" times the ampere r a t i n g  o f  the main c i r c u i t  
breaker or service entrance e q u i p m e n t .  
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For loads developing subsequent t o  the above, b u t  s t i l l  within the 
development, t h e  appl icant (devel oper) a t  such time w i  11 be 
required t o  make a non-refundable payment, prior t o  construct i  o n ,  
equal t o  the estimated a m c u n t  o f  the necessary additional 
extensions o f  the distribution f a c i l i t i e s ,  as required,  a n d  
transformation capacity costs per 4a or 4 b  above. 

Overhead Extensions 

1. General: 

The City will i n s t a l l ,  own a n d  maintain extensions t o  i t s  overhead 
distribution f a c i l i t i e s  under the following sections o f  t h i s  Rule and 
Rule No. 16 except in underground areas a n d  where underground 
f a c i l i t i e s  have been provided. The City will determine the location 
o f  service connection and also will determine i f  an underground 
service connection must be provided (Rule No. 1 6 )  i n  areas with 
existing overhead 1 ines. 

2 .  Overhead Extensions t o  Customers Idhere the Load Can Be Def ined a t  Time 
of Construction (definable l o a d ) .  

The applicant will be required t o  make a non-refundable payment, p r i o r  
t o  construction, equal t o  the estimated amount of t h e  d i s t r ibu t ion  
f a c i l i t i e s  within the development including transformation, i f  
required, t o  serve the definable load. 

3 .  Overhead Extensions t o  Industrial Subdivisions o r  Development i n  Whi.ch 
the Uti l i ty  Lcad C a n n o t  Be Determined a t  Time o f  Construction 
(undefinable load). 

The applicant, present or subsequent as applicable, w i l l  be required 
t o  make a non-refundable payment, prior t o  constructicn, equal t o :  

a .  

b.  

C. 

the estimated a m o u n t  of  the 'backbone' system, i . e .  the high 
voltage distribution system within the devel opmen t  excluding 
transformation and  secondary costs. 

t h e  transformation capacity charge based on the f e e  l i s t e d  i n  "Fee 
Schedule" times the ampere rating of the main c i r c u i t  breaker or- 
service entrance equipment. 

the estimated cost of any additional extensions t o  the  
distribution system, ei ther  primary or secondary. 
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F .  Special Service Request 

An applicant requesting service a t  a voltage n o t  presently available i n  an 
area or requesting capacity f o r  interrni t t e n t  use may obtain such serv.ice 
i f  i n  the sole j u d p e n t  o f  the  City i t  i s  practical t o  supply such service 
without adverse e f fec t  on the existing system or  any customer. The 
applicant will be required t o  nake a non-refundable payment, prior t o  
construction, equal t o  the estimated amoun t  o f  such requested special 
s e r v  i ces . 

G .  

H. 

Capacity Increase 

A customer increasing the capacity o f  t h ?  main switchboard, s e r v i c e  
entrance equipment or maiE c i rcu i t  breaker will be required t o  make a 
non-refundable payment equal t o :  

a .  the transformation capacity charge based on the fee l is ted i n  "Fee 
Schedule" times t h e  ampere rating o f  the new equipment l e s s  
transformation c a p a c i t y  charge times the ampere rating o f  the replaced 
equipment. 

b .  the estimated c o s t  of any necessary increase in capacity o f  t i l e  
distribution system t o  supply the additiocal capacity. 

Modification o f  Existing S y s t m  

A Customer wanting t o  modify the City 's  existing system solely for  t h e  
customer's benefit may have the City d o  so provided: 

a .  such modification has no adverse e f f e c t  on the City 's  system o r  
existing customers. 

b .  the customer makes a Ron-refundable p a y m n t ,  pr ior  t o  cons t ruc t ion ,  
equal t o  the estimated amoun t  o f  such modification. 

I. N o n - C o n t i g u o u s  Developments 

The City wi 11  extend i t s  f ac i  1 i t i e s  t o  serve non-contiguous development:; 
within c i ty  l imits provided: 

a .  the developer makes a non-refundable payment, prior t o  construction, 
equal t o  t h e  estimated ? m o u n t  o f  the s u p p l y  extension(s) necessary to 
serve t h e  development. 

b.  t h e  developer obtains 2 t  n o  c o s t  t o  the C i t y  the necessary and 
sat isfactory easements a n d / o r  right-of-way for  the extension( s ) .  
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J .  Ci ty-Furni shed Facil -- i t i e s  

The City will i n s t a l l ,  a t  i t s  expense: 

a .  u n d e r g r o u n d  main Seeders i n  the underground areas ,  ccnsis t ing of  

b .  distribution systerr, ccrrrpcnenis solely for the operating convenience o f  

c.  b u l k  transmission a n d  area substation equipment t o  s e rve  the conibined 

conduits, vaults,  cables, switching equipment, e tc .  

t h e  City. 

load growth o f  the City, i . e .  the combined load o f  ex i s t ing  customers. 

K. Conflict with Equipnent a n d  Faci l i t ies  

Equipment a n d  f a c i l i t i e s  installed by the City within easenents .and 
right-of-way5 a n d  including recering equipment t h a t  subsequently becme 
obstructed, covered, inzccessible, exposed t o  t r a f f i c ,  incor rec t ly  
applied, e t c . ,  as a result  of  actions such as landscaping, screening, 
fencing, driveway widenifig, e t c . ,  solely caused by and t o  the benefi t  of 
the property owner and/or occu?ar,t of  the property, where such equipment 
a n d  f a c i l i t i e s  were originally instal led,  shall be responsible  for t he  
cost cf necessary corrective nezsures as specified or c a r r i e d  o u t  by t he  
City. 

L. Tree Trircmir!g (Line Clearina) 

The Electric Ut i l i ty  Deparment will frcm time t o  time t r i m ,  c lea r  away 
a n d ,  i f  necessary, c u t  down trees and  brush in the v i c i n i t y  of  i t s  
overhead l ines.  "Vicinity" as used herein shall rean from s i x  t o  ten f e e t  
clearance a r o u n d  t h e  conductors, i f  possible, b u t  i n  no ever?t s h a l l  l e s s  
t h a n  f o u r  f e e t  b e  obtained. 

Tree trimming ( l i ne  clearing) i s  done t o  improve t h e  overal l  systen 
r e l i ab i l i t y ,  t o  eliminate hzzards from trees a n d  branches f a l l i n g  on  the  
lines a n d  per General Order ilo. 95 of the State o f  Cal i forn ia ,  Rule 35 
which s t a t e s ,  "Where overhead wires pass through trees,  safe ty  and 
r e l i ab i l i t y  of service demand t h a t  a reasonable a m o u n t  of t ree  t r i m i n g  be 
done in order t h a t  the wires may clear branches a n d  foliage." 

The C i t y  will perform t h e  necessary trimming t o  clear the  l i nes ,  wil l  
remove a l l  brush a n d  trircmings from the premises and  w i l l ,  i f  requested by 
the prcperty owner, leave any a n d  a l l  valuable timber and wood a t  the s i t e .  

Any shaping or overall trimming of  trees will not be performed by the C i t ; / .  
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RULE AND R E G U L A T I O N  NO. 16 

SERVICE CONNECTIONS A N D  FACILITIES O N  CUSTOMER'S FREiPlISES 

A. Service in Areas Supplied by Overhead F a c i l i t i e s  

1. Below 600 Volts 

2.  

3 .  

Overhead Service t o  Residential Premises Including Duplexes, 
Triplexes,  Apartments, Mobile Homes, a n d  Commercial and 
Industrial  Instal  1 a t ions : 

The City will i n s t a l l ,  own a n d  maintain an overhead s e r v i c e  a l o n g  t h e  
shortest  przct ical  route f r o m  the C i ty ' s  d i s t r i b u t i o n  system t o  t h e  
Point o f  Interconnection. T h e  developer/appl icant  s h a l l  pay t o  the 
City,  i n  advance of construction, a non-refundable sum equal t o  the 
C i ty ' s  estimated cost  o f  such service.  

Primary Overhead Service (12,000 Volt) 

a .  The City will i E s t a l l ,  own and maintain a primary overhead s e r v i c e  
a l o n g  the sho r t e s t  pract ical  route from the C i t y ' s  d i s t r i b u t i o n  
system t o  the Point o f  Interconnection. Such overhead primary 
service t o  include a pole w i t h  associated hardware and cab ine t s  
for metering equipment, i f  necessary. T h e  developer/appf i m n t  
shal l  pay t o  the City, i n  advance o f  c o n s t r u c t i o n ,  a 
non-refundable sum equal t o  the City 's  estimated c o s t  o f  such 
primary overhead service.  

b .  T h e  customer/applicant shall  i n s t a l l ,  own and ma in ta in  t h e  P o i n t  
o f  Interconnection consisting of f a c i l i t i e s  f o r  terminat ion o f  
primary overhead service conductors, protect ion devices  and a 
three-phase gang-operated disconnect switch a l l  t o  be approved by 
the City. The customer's Point of Interconnection may include 
f a c i l i t i e s  fo r  metering equipment. Such metering f a c i l i t i e s  t o  be  
approved by the City a n d  conform t o  the requirements of E l e c t r i c  
U t i l i t y  Service Equipment Requirements Committee (EUSERC). 

Overhead Service a t  Transmission Voltage (60,000 Volt) 

Service a t  t h i s  voltage level i s  avai lable  only a t  s e l e c t  l o c a t i o n s  
t h r o u g h o u t  the City. The developer/applicant shal l  pay t o  the  City i n  
advance o f  construction, a non-refundable sum equal t o  t h e  C i t y ' s  
estimated cost  o f  providing such service.  Specif ic  requirements for  
t h i s  type of service w i l l  be determined a t  time of a p p l i c a t i o n .  
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4 .  Individual Underground Service From Overhead F a c i l  i t i e s  
(Transformation on Overnead Svstem) 

T h e  customer sha l l  furn ish  and i n s t a l l  a l l  c a b l e ,  c o n d u i t ,  v a u l t s ,  
e t c .  from customer se rv ice  equipment t o  the  C i t y ' s  d i s t r i b u t i o n  

f a c i l i t i e s  t o  include 8 f e e t  of r i s e r  condu i t  on  d e s i g n a t e d  r iser  pole  
and s u f f i c i e n t  conductor f o r  completion o f  r i s e r .  T h e  customer s h a l l  
pay t o  the  Ci ty ,  in  advance of c o n s t r u c t i o n ,  a non-refundable  sum 
equal t o  t he  C i t y ' s  estimated cos t  o f  c o m p l e t i n g  t h e  r i s e r .  All 
underground serv ices  i n s t a l l e d  under t h i s  p r o v i s i o n  o f  t h e  r u l e ,  upon 
energ iza t ion ,  sha l l  be owned, operzted and m a i n t a i n e d  by the C i ty .  

f ac i  1 i t i e s  per Ci ty  and  inspect ing agency r equ i r emen t s .  Such 

Service in Areas Supplied by Underaround F a c i l i t i e s  

1. Below 600 Volts 

a .  Single-family Residential Subdivision, I n c l u d i n g  Mobile Home Parks: 

The City wi l l  i n s t a l l  conduit a n d  c o n d u c t o r  f r o m  the cus tomer ' s  
s e rv i ce  equipment (condui t  from condui t  s t u b  i n  foundation) t o  t h e  
C i t y ' s  d i s t r i b u t i o n  equipment. The devel  oper /cus torner  s h a l l  pay 
t o  t he  City,  i n  advance of cons t ruc t ion ,  a n o n r e f u n d a b l e  sum equal 
t o  the C i t y ' s  estimated cost  o f  t he  s e r v i c e  system throughout  the 
development. All t renching,  excavat ion ,  b a c k f i l l  a n d  compaction 
sha l l  be iu rn i  shed by t he  devel oper/customer.  

5. Multi-family Res ident ia l ,  Commercial and I n d u s t r i a l  Developments: 

The developer/customer sha l l  furn ish  and  i n s t a l l  a l l  c o n d u i t ,  
cab le ,  e t c .  from c u s t o w r  se rv ice  equ ipmen t  t o  the City's 
d i s t r i b u t i o n  f a c i l i t i e s  per Ci ty  and i n s p e c t i n g  agency 
requi rements. The devel oper/customer shall pay t o  t h e  C i t y ,  i n  
advance of cons t ruc t ion ,  a non-refundable  sum equal t o  t h e  City's 
est imated c o s t ,  including terminat ions of t h e  s e r v i c e  conductors  
a t  t he  serv ice  endpoint in  the  d i s t r i b u t i o n  f a c i l i t i e s ,  o f  sucn 
se rv ice .  The City may e l e c t ,  f o r  i t s  o p e r a t i n g  convenience,  t o  
i n s t a l l  t he  se rv i ce  conductors. I n  such e v e n t ,  t h e  
developer/customer sha l l  pay t o  t h e  C i t y ,  i n  advance  of  
cons t ruc t ion ,  a non-refundable sum equal  t o  t he  C i t y ' s  e s t ima ted  
c o s t  of  such serv ice .  

Underground serv ices  i n s t a l l e d  under p a r t  " a ' '  o r  "b" above, u p o n  
energ iza t ion ,  sha l l  be owned, operated and m a i n t a i n e d  by t h e  C i t y .  
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2. Primary Underground Service (12,000 V o l t )  

The City will i n s t a l l ,  own and  maintain conduit and conductor f r o m  the 
customer's service equipment t o  the City 's  d i s t r ibu t ion  equipment. 
The customer shall pay t o  the City, in advance o f  cons t ruc t ion ,  a 
non-refundable sum equal t o  the City 's  estimated c o s t  o f  t h e  service.  
A 1  1 trenching, excavation, backfi 11 and compacti on, t o  City 
specifications,  shall  be furnished by customer. 

Customer service equipment shall be approved by the Ci ty  and s h a l l  
include three-phase gang-operated switch, protection devices ,  cable 
termination devices per City requirements and  provisions f o r  metering 
equipment per E U S E R C .  

3. Underground Service (60,000 Vol t )  

Underground service a t  th i s  voltage level (60,000 v o l t )  i s  n o t  
avai 1 able. 

C. TemDorarv Services 

Temporary services,  including services t o  i n s t a l l a t i o n s  o f  a 
speculative nature or o f  questionabl2 permanency, s h a l l  be provided 
under Rule No. 13. 

D .  Electrical Service Insoections 

1. No new o r  newly rewired electr ical  instal la t ion will be energized by 
the City w i t h o u t  a signed electr ical  Service Order f rom the Building 
Inspector o f  the City o f  Lodi. 

2 .  I f ,  i n  the case of instal la t ions owned by certain p u b l i c  agencies, the 
Building Inspector o f  the City of  Lodi  declines j u r i s d i c t i o n ,  t h e  City 
Will require an inspection t a g  signed by a California S t a t e  R e g i s t e r e d  
Engineer representing the customer. 

E .  Service Connections 

1. The C i t y  will n o t  connect t o  any one building more than one serv ice  
for  each voltage cl ass i f i cation, ei ther overhead o r  underground , 
except: 

a .  For  the City 's  operating convenience. 

b.  Where such additional service may be  klarranted because of  load 
requirements. 
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c. Where the customer i s  required by law t o  have c e r t a i n  emergemy 
services. 

2 .  Connection o f  service t o ,  or disconnection from t h e  C i t y ' s  l i nes  shall  
be made only by authorized employees of the Ci ty .  

F. Ownership of  Faci l i t ies  

1. A 1 7  f a c i l i t i e s  instal led on a customer's premises, including,  b u t  n o t  
limited t o  poles, conductors ,  transformers, meters etc.  , which are  
furnished by the City in order t o  render s e r v i c e ,  s h a l l  remain the 
sole property of the City. 

2 .  The customer shall n o t  charge the City rent o r  any o t h e r  charge for  
the f a c i l i t i e s  placed on the customer's premises. 

G .  Right of Access 

1. The City shall have the r i g h t  of access t o  t h e  customer's  premises, 
w i t h o u t  payment of any charge therefor,  a t  a71 reasonable h o u r s  f o r  
any purpose related t o  the furnishing of e l e c t r i c  s e r v i c e ,  including, 
b u t  n o t  limited t o  meter reading, tes t ing ,  i n spec t ion ,  construction, 
maintenance a n d  repair o f  f ac i l i t i e s .  

2 .  Service may be refused or disconnected pursuant  t o  Rule No. 11, i f  
permanent accessibi l i ty  i s  n o t  provided by t h e  customer. 

3. Upon termination o f  service,  the City s h a l l  have r i g h t  of access t o  
the cus tomer ' s premi ses t o  remove i t s  faci  7 i t ies i ns t a l 7  e d  thereon. 

4. The customer shall obtain a n d  provide t h e  Ci ty  w i t h  a17 necessary 
easements as required by the City. 

H .  Metering Instal la t ions 

1. Location 

a .  All meters a n d  metering equipment, except  cab ine t s ,  will  be 
supplied and installed by the City upon t h e  cus tomer ' s  premises a t  
a location approved by the City 's  E lec t r i c  U t i l i t y  Department. 

b. All meters shall be accessible t o  authorized employees o f  the City 
a t  a l l  times for  inspection, testing and  reading.  

c ,  The City may require a customer t o  r e l o c a t e  a metering 
instal la t ion,  a t  his expense, i f  a n  e x i s t i n g  meter locat ion 
becomes inaccessible o r  a n  infraction has been c rea ted .  
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2. Sealing 

a .  The customer shall furnish a suitable means for  t he  City t o  place 
i t s  seal on the main switch a n d  on the meter and any o ther  
enclosure which contains unmetered service conductors. 

b .  All metering instal la t ion shall be sealed by the C i ty  and n o  such 
seal shall be broken or tampered with except by a representa t ive  
of the City authorized t o  d o  so. 

3. General Metering Requirements 

The City 's  metering requirenents are ,  i n  general, t h o s e  of itbe 
El ec t r i  c Uti 1 i t y  Servi ce Equipment Requirements Comni t t e e  (EUSERC) . 
Contac t  the City for  specific de ta i l s .  Metering i n s t a l l a t i o n s  s h a l l  
conform t o  Lodi Municipal Code Chapter 13.20, Article 11. 

I .  Customer Responsibility for  Faci l i t ies  

1. The customer shall exercise reasonable care t o  prevent f a c i l i t i e s  of  
t h e  City installed on his/her premises from being damaged o r  destroyed 
a n d  shall refrain from tampering or interfering with such f a c i l i t i e s ,  
a n d  i f  any defect therein i s  discovered by the customer, he/she sha l l  
promptly notify the City thereof. 

2. The customer sha l l ,  a t  his/her sole risk a n d  expense, f u r n i s h ,  
i n s t a l l ,  inspect, a n d  keep in good a n d  safe condition a l l  e l e c t r i m 1  
f a c i l i t i e s  required for  receiving e lec t r ic  energy f rom the l i nes  of 
the City, regardless o f  the location of the transformers,  meters, or 
other equipment o f  the City, a n d  f o r  u t i l iz ing such ene rgy ,  including 
a l l  necessary protective devices and  suitable housing therefor ,  arid 
the customer shall be solely responsible f o r  the transmission and 
delivery of a l l  e lec t r ic  energy o v e r  or t h r o u g h  the customer's wirc !S  
a n d  equipment, a n d  the  City shall n o t  be responsible f o r  any loss  or 
damage occasioned thereby. 

3 .  The City shall n o t  be responsible for  any fa i lure  of a customer-owned 
main disconnect a n d / o r  c i rcu i t  breaker, a t  t h e  Point olf 
Interconnection, or any other custcmer-owned equipment a s  a result o f  
being operated by City personnel f o r  the purpose of es tab l i sh ing  
safety isolation between the customer's a n d  the Ci ty 's  e l e c t r i c a l  
system or as a resul t  o f  the City 's  normal operating p rac t i ce .  
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4. All service switches, cutouts and s imi l a r  d e v i c e s  required i n  
connection w i t h  a service and meter i n s t a l l a t i o n  on customer's 
premises shall be furnished a n d  ins ta l led  by the customer i n  
accordance with City specifications.  Such equipment sha l l  be  
maintained i n  good working order by the customer. 

5. All e lectr ical  equipment by the customer shall conform t o  t h e  
standards o f  governing agencies. 
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R U L E  A N D  REGULATION NO.  17 

EEASUREMENT OF SER\!ICE 

A. General 

Meters a n d  equipment necessary t o  measure the electr ical  energy supplied 
and sold by the City will be furnished, installed a n d  maintained by the 
City in enclosures, panels, devices, e t c . ,  furnished by the  customer per 
City a n d  "Electric Uti 1 i t y  Service Equipment Requirements Committee" 
requirements. Meters will be read and b i l l s  rendered on a monthly cycle. 

6. Method of Measuring 

The basic measuring unit for  a l l  customer classes i s  t h e  kilowatt-hour 
( k w h r ) .  This measure represents the electr ical  enersy consumed by -the 
customer during a bi l l ing cycle. Depending on custoner c l a s s ,  additional 
measurements will be implemented, such as 'demand' and 'power f ac to r . '  
Demand metering measures the peak demand (request for e l e c t r i c a l  energy, 
averased) during a time interval ,  usually 15 minutes, b u t  may be se lec ted  
from 3 t o  30 minutes depending on load characterist ics.  T h i s  measurement 
i s  expressed as kilowatts ( k w ) .  Power factor metering i s  accomplished by 
measuring the reactive component of the supplied er,ergy d u r i n g  a b i l l i n g  
cycle. This measurement i s  expressed as kilovoltzmpere-reactive-hours 
( k v a r h r ) .  A trigonometric calculation using the k w h r  and kvarhr, f o r  t h e  
b i l l ing cycle, will yield the average power factor.  

C .  Accuracy l imits  

Electric revenue meters are tested periodically against a City standard 
based o n  customer class.  The City standard, in turn, i s  t es ted  
periodically (maximum interval 2 years) aga ins t  a U n i t e d  Sta t e s  Government 
Agency standard. Residential meters are f i e l d  tested and l e f t  i n  service,  
if found t o  be  within 2 2% Average Percentage Registration. 
Commercial/Industrial meters are removed from service and  tes ted  i n  the 
Meter Test Shop.  bteters tested i n  the t e s t  shop  are ca l ibra ted  to within 
5 0.2% Average Percentage Registration prior t o  being returned t o  
service. The Average Percentage Registration i s  the sum o f  one l i g h t  load 
t e s t  ( L L )  a n d  one heavy load t e s t  (HL) divided by 2 as defined i n  "Code 
for Electr ic i ty  Metering," Section 6.1.8.2 Method 2. 
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D.  Totalized Metering 

Totalized metering i s  defined a s  the time-interval by time-interval 
(usually 15 minutes) summation o f  demand and energy usage. 

A customer h a v i n g  more t h a n  one service on the same premise may have  such 
services total  ized for  b i l l  i n g  purposes, provided the f o l 1  owing conditions 
e x i s t :  

Each service t o  be total ized must be: 

1. o f  t h e  same voltage a n d  phase class 

2. individually e l i g i b l e  for  the "G3" r a t e  clziss before total izat ion.  

For b i l l ing  purposes, the "Customer Charge" f o r  each service will remain 
i n  e f fec t  as i f  no total izat ion did occur. 

Totalizing i s  n o t  available for  services having co-generation and services 
on t h e  *'SS" ra te  schedule. 

E. Enerav Data Pulses 

To assist the City 's  e l ec t r i c  customers in determining how a customer 
might a l t e r  the e l ec t r i c  energy use pattern so as  t o  lower the demand 
and /o r  energy usage, the C i t y ,  upon written request, will provide energy 
d a t a  pulses t o  City e lec t r i c  u t i l i t y  customers once i t  has been 
demonstrated t o  the Ci ty ' s  sat isfact ion t h a t  t h e  customer has the 
capabili ty o f  us ing  such pulses fo r  the purposes of demand control or 
energy conservation. To o b t a i n  such Energy Data Pulses, the c u s t o m e r  
shall enter into,  carry o u t  a n d  conform with a11 of the provisions of the 
C i t y ' s  "Demand Control-Meter Cont rac t  Agreement." 
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R U L E  A N D  REGULATION N O .  18 

METER TESTS A N D  ADJUSTMENT OF BILLS FOR METER E R R O R  

A.  Meter Tests 

1. Any customer may, upon  n o t  less t h a n  f ive days' no t ice ,  request the 
City t o  t e s t  his/her e l ec t r i c  meter. 

2 .  The "Meter Test Charge," payable in advance ,  i s  required f o r  a l l  
customer-requested meter tes t s .  

3. The "Meter Test Charge" will be returned t o  the customer i f  the  meter 
i s  found, u p o n  t e s t ,  t o  regis ter  more t h a n  2% f a s t  o r  s l o w  unlder  
c o n d i t i o n s  o f  normal operation. 

4 .  A customer shall have the right t o  require the City t o  conduct -the 
t e s t  in his/her presence o r ,  i f  he/she so desires, i n  t h e  presence o f  
iin expert or other representative appointed by hirn/her. A repor t  
g i v i n g  the result  o f  the t e s t  will be supplied t o  t h e  customer w i t h i n  
a reasonable time af te r  completion of the t e s t .  

5. No meter will be placed i n  service or allowed t o  remain i n  se rv jce  
which has a n  error  in excess o f  5% Average PercentaSe Registration 
under conditions of normal operation. 

B .  Adjustment of Bills  f o r  Meter Error 

Where, as the resul t  o f  any meter t e s t ,  a meter i s  f o u n d  t o  b e  
nonregistering or incorrectly registering, the City may render an adjusted 
b i l l  t o  the customer for the amount o f  the undercharge, w i t h o u t  interest ,  
and  shall issue a refund or credi t  t o  the customer for t h e  amount of the 
overcharge, without interest ,  computed back t o  the date t h a t  the City 
determines the meter error conmenced, except t h a t  the period of  adjustment 
shall n o t  exceed one year. S u c h  adjusted b i l l  shall be computed i n  
accordance with the following: 

1. Fast Meter: I f  a meter i s  found t o  be registering more t h a n  2% f a s t ,  
the City will refund t o  the customer the amount o f  the overcharlqe 
based on the corrected meter readings or the City 's  es t imate  o f  t h e  
energy usage ei ther  f o r  the known period o f  meter e r r o r ,  n o t  t o  exceed 
one year o r ,  i f  t h e  period o f  error  i s  n o t  k n o w n ,  f o r  the period 
during w h i c h  the meter was in use, n o t  t o  exceed one yea r .  
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Slow Meter: If  a meter for residential service i s  found t o  be 
registering more t h a n  25% slow, or a meter for nonresidential  se rv ice  
i s  found t o  be registering more t h a n  2% slow, the City may b i l l  the  
customer for the amoun t  of the undercharge based o n  corrected meter 
readings or the City 's  estimate of the energy usage e i t h e r  f o r  the 
k n o w n  period of  meter error or,  i f  the period of meter error i s  n o t  
know for the period the meter was in use, n o t  t o  exceed one year  i n  
any case. 

Nonregistering Neter: If a meter i s  f o u n d  t o  be nonregis ter ing,  the 
City nay b i l l  the cus tomer  for  the City 's  estimate o f  the e l e c t r i c  
service used b u t  n o t  registered, n o t  t o  exceed one year .  The b i l l  
will be computed or; the basis o f  information including,  b u t  n o t  
limited t o ,  available meter readings, records of h i s t o r i c a l  use a n d  
the general characterist ics o f  the customer's load and operation. 

C .  Ad.iustrnent of Bills  for Billina Error 

D. 

Where the City overcharges o r  undercharges a customer a s  t h e  r e s u l t  01' a 
bi l l ing error ,  the Ci ty  may render an adjusted b i l l  for  t h e  amount of -the 
undercharge, without in te res t ,  a n d  shall issue a refund o r  c r ed i t  t o  the 
customer for  the amoun t  of the overcharge, without i n t e r e s t ,  f o r  tho same 
periods as for  meter error.  

Adjustment o f  Bills f o r  Unauthorized Use 

1. Where t h e  City determines t h a t  there has been unauthorized use o f  
e lec t r i c  service, the City may b i l l  the customer f o r  the C i ty ' s  
estimate of such unauthorized us?. Such estimated b i l l i n g  sha l l  
indicate unauthorized use for  the most recent t h r e e  years  a n d ,  
separately, unzuthorized use beyond the three-year period f o r  
collection a s  provided by law.  However, n o t h i n g  i n  t h i s  R u l e  s h a l l  be 
interpreted as limiting t h e  Ci ty 's r i g h t s  i n  any provisions o f  any 
applicable law. 

Estimated Usage: When regular, accc;rate meter readings are n o t  
available or the e lec t r ic  usage has n o t  been accurately measured, t,he 
City may estimate t h o  custorrer's energy usage for  billing purposes o n  
the basis of i n f o r m a t i o n  including b u t  n o t  limited t o  the  physical 
condition of the metering ecuipment, available meter readings,  records 
of historical  use a n d  t h e  general characterist ics of  the  customer's 
l o a d  a n d  operation. 

2 .  Billings disputed by the customer shall be subject  to review as 
provided in Rule 10 .  

Adopted Page No. 18-2 



A. 

B. 

C .  

D. 

CITY O F  LODI 
ELECTRIC UTILITY DEPARTMENT 

RULE AND REGULATION No. 19 

SUPPLY TO SEPARATE PREMISES AND RESALE 

General Staterent o f  Rule 

1. I n  order t o  render e l ec t r i c  service a t  standard r a t e s  and render 
equitable a n d  nondiscriminatory service conditions, t h e  City wi l l  
serve a l l  premises direct ly  and  will n o t  permit customers t o  resr.11 
e l ec t r i c i ty  wi- ich i t  supplies. The Ci ty ' s  ra te  schedules are  based 
u p o n  supplying service i n  this manner. 

2. Customers sha 
purposes other 

1 n o t  use e l ec t r i c i ty  received from the  City f o r  
t h a n  those specified in the i r  application f o r  service. .  

Definition of "Premises" 

As used herein, the term "premises" means a l l  s t ructures ,  apparatus,  o r  
portions thereof occupied or operated by an individual, a family, o r  a 
business enterprise,  a n d  si tuated on an integral parcel of land u n d i v i d e d  
by a public highway, s t r ee t  o r  railway. 

Fetering o f  "Shell" Buildinas 

"Shell" buildings are structures designed t o  accommodate a fu tu re  t enan t ' s  
space requirements by ut i l iz ing one o r  combining two o r  more spaces within 
the structure for  the i r  needs. Each such space o r  combination o f  spaces 
will be considered a premise a n d  shall be metered ind iv idua l ly ,  i . e .  
t h r o u g h  a single meter for  each such premise. 

Exceptions t o  Reouirenent T h a t  C i t y  Serve All Premises D i r e c t l y  

1. A customer may obtain nonresidential service a t  a s ing le  point crf 
delivery for t w o  or more premises operating as a sing7e en te rp r i se ,  
adjacent t o  each other b u t  separated only by s t r e e t s ,  railways or 
highways, i f  he provides and maintains the necessary e l e c t r i c a l  
faci 1 i t i e s  between the City 's  point of deli very and  h i s  e l e c t r i c a l  
apparatus i n  accordance with the appl icable s t a tu t e s ,  ordinances, o r  
regulations o f  the governmental agencies having j u r i s d i c t i o n  thereof ,  
a n d  i n  such a manner t h a t ,  i n  the sole opinion of t he  City,  the  
convenience of t h e  City a n d  the safety of  i t s  personnel a r e  n o t  
adversely affected. 

Page No. 19-1 



CITY O F  LODI 
ELECTRIC UTILITY DEPARTMENT 

2. Multiple Family Residence: Each individual dwelling unit shall be 
metered separately excepr; in the case where the customer demonstrates 
that the central space conditioning, water heating o r  other com-non 
service i s  provided through a central unit of greater efficiency and 
cost-effectiveness when compared to smaller individual units. In such 
case, the customer shall be allowed to install common equipment on a 
separate meter. 

3. Commercial/Industrial: All such premises shall be metered 
individually, i . e .  through a single meter, except where the custolaer 
demonstrates that the central space conditioning, water heating or 
similar service i s  shown to be more energy efficient that smaller, 
individual units. In such cases, the customer shall be allowed to 
install common equipment on a separate meter. 

4. Buildings which contain central space conditioning or water heating by 
a renewable resource, e.g., solar, shall be allowed to separately 
meter the cormon equipment. 

5. a. Nonresidential Service: Where, in the sole opinion of the City, 
it is impractical for the City to meter individually each premise 
or premises or space, the City will meter t h o s e  premises or spaces 
that it is practical to Reter, if any. 

b .  An automobile trailer camp (campground) containing more than one 
premise will receive service through a single point of  deliveyy, 
if the City determines that it is not reasonable or feasible to 
serve each premise directly. 

Where more than one premise has been allowed to be served through a 
single meter, the operator of the facility may furnish electric 
service to the individual premises therein, and the cost o f  such 
service may be included in the rent for such premises, provided that 
no separate charge is made therefor and the rent does not vary with 
electric consumption. The responsibility for payment of all electric 
energy furnished under this condition of the rule a n d  supplied through 
a single metered connection shall be the obligation of the  responsible 
party. The City will have no contractual relationship with tenants o r  
individual units, where a responsible party receives service through a 
single metered connection, nor relationship created by payments nade 
directly tc the City on behalf of the responsible party by tenants or 
other third parties. 
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6.  a .  Mobile home parks f o r  which submetiring was p e r m i t t e d  p r i o r  t o  the 
date  t h i s  Rule and  Regulation was adop ted ,  and f o r  which e l e c t r i c  
s e rv i ce  i s  included in  the f a c i l i t i e s  f u r n i s h e d  t o  their  t e n a n t s ,  
may employ metering equipment as  a means o f  r e t r o a c t i v e l y  
ad jus t ing  ren ta l  charges f o r  energy consumpt ion ,  provided  t h a t  t h e  
port ion o f  such charses a l locab le  t o  e l e c t r i c i t y  may not  exc:eed 
t he  r a t e s  the  C i t y  would  charge i f  i t  s e r v e d  t h e  t e n a n t s  d i r e c t l y .  
When serv ice  i s  rendered i n  accordance w i t h  t h i s  excep t ion  o f  the 
Rule, the  City will pay the park ope ra to r /owner  t h e  "Mobi le  Fome 
Park Distribution Service Payment." T h i s  payment w i l l  be pa id  
monthly a n d  sha l l  be determined as  f o l l o w s :  T h e  payment r a t e  a s  
l i s t e d  i n  t he  Aupendix o f  Rules a n d  R e g u l a t i o n s  times t h e  number 
of  rrobile home spaces wired f o r  s e r v i c e  and  s e r v e d  u n d e r  t h i s  
except ion.  I t  i s  the  r e spons ib i l i t y  o f  the  park owner /opera tor  t o  
noxify the  Finacce Department w i t h i n  15 days  f o l l o w i n g  any chanse 
i n  t h e  number o f  such nobile  home spaces  wired f o r  s e r v i c e .  

b .  Expansion cf submetering systens i n  s e r v i c e  a s  o f  the d a t e  t h i s  
Rule a n d  Zegulation was adopted wi l l  o n l y  b e  p e r m i t t e d  i n  the  case 
of minor rearrangement o f  pads w i t h i n  a n  e x i s t i n g  mobile  home 
pzrk.  Development of land even t h o u g h  c o n t i c u o u s  t o  an e x i s t i n g  
mobile home park shz l l  n o t  qua l i fy  f o r  e x p a n s i o n  o f  an exis t ing  
subxetering system. The City wil l  s e r v e  each  such pad d i r e c t l y  a t  
t he  p a r k  opera tor ' s /owner ' s  expense. 

Master ?leters a n d  Submetering Systems 

Raster  meters and submetering systems a re  not  p e r m i t t e d  e x c e p t  f o r  t h o s e  
in s e rv i ce  as  o f  t he  date  t h i s  Rule and Regu la t ion  was adopted and by 
exception "05" above. 

F .  Test ina o f  Submeters 

As a condi t ion o f  se rv ice  f o r  submetering, where e l e c t r i c  energy i s  
furnished i n  acccrdance w i t h  "06" above, cus tomers  u s i n g  submeters  a s  a 
bas is  f o r  charges  for e l e c t r i c i t y  shall submit t o  t h e  City  c e r t i f i c a t i o n  
by a meter t e s t i n g  labora tory ,  s a t i s f a c t o r y  t o  the  C i t y ,  as t o  t h e  
accuracy o f  the  submeters upon request  of the C i t y .  As a f u r t h e r  
condition o f  s e rv i ce  for subrerer ing ,  the  customer s h a l l  a g r e e  t h a t  he/she 
wi l l  be governed by the  C i t y ' s  Rule r.lo 18, Meter T e s t s  a n d  Adjustment of 
B i l l s  f o r  Meter Error. As a fu r the r  condi t ion of  s e r v i c e  f o r  submeter ing ,  
t he  customer sha l l  acjree t h a t  t h e  City may i n s p e c t  and examine c u ~ t o r n e r ' s  
b i l l i n g  procedures from time t o  time t o  de t e rmine  t h a t  such s e r v i c e  i s  
made in  accordance with t h i s  ru l e .  
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G. Enforcenent 

Customers who are receiving service in c o n f l i c t  w i t h  t h i s  Rule and  who 
f a i l  t o  b r i n g  themselves i n t o  conformity within a r e a s o n a b l e  t i m e  after 
receiving written no t i ce  from the  C i t y  s h a l l  have t h e i r  service 
discontinued. 
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R U L E  A N D  REGULATIOi4 NO. 20 

REPLACEMENT O F  O V E R H E A D  WITH U N D E R G R O U N D  FACILITIES 

A. General 

Replacement of overhead with underground f a c i l i t i e s ,  upon formation of an  
Underground Ut i l i ty  Dis t r ic t ,  shall be performed in accordance w i t h  City 
o f  Lodi Ordinance No. 937, Section 1 - 13. 

B .  Ordinance No. 937 

Section 1. DEFINITIONS 

Whenever i n  t h i s  ordinance the words o r  phrases he re ina f t e r  i n  t h i s  
section defined are used, they shall have the respec t ive  meanings 
assigned t o  them i n  the following definit ions.  

a.  "Commission" shall  mean the Public U t i l i t i e s  Commission o f  
the S t a t e  of Califcrnia. 

b .  "Underground Ut i l i ty  Distr ic t"  o r  "Distr ic t"  s h a l l  mean t h a t  
area in the City within which poles, overhead wires, and 
associated overhead structures are prohibited a s  such area is  
described in a resolution adopted pursuant t o  the p r o v i s i c i n s  
o f  Section 3 o f  t h i s  ordinance. 

c. "Person" shall mean and include ind iv idua ls ,  firmis, 
corporations, partnerships, and  the i r  agents and employees. 

d .  "Poles overhead wires a n d  associated overhead s t ruc tu res"  
shall  mean poles , toviers supports , wires, conduc to r s ,  guys 
stubs , platforms crossarms, braces transformers 
i n s u l a t o r s ,  cutouts, switches, communication circuits, 
appliances, a t tachments  and  appurtenances 1 ocated  abo've 
g r o u n d  within a Dis t r ic t  a n d  used o r  useful i n  supplying 
e l ec t r i c ,  communication o r  similar o r  associated service.  

e.  "Uti l i ty"  shall  include a l l  persons or e n t i  t i e s  supp1yir:g 
e l ec t r i c ,  communication or similar or associated serv ice  by 
means of e lec t r ica l  materials or devices. 

f .  "City Engineer'' shall mean the duly appointed and act ing City 
Engineer o f  the City o f  Lodi. 

"City Council" shall  mean the Council o f  the C i t y  o f  Lodi .  g -  
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Section 2 .  P U B L I C  H E A R I N G  BY COUNCIL 

The Council may from time t o  time call  publ ic  hear ings t o  ascer ta in  
whether the public necessity, health, sa fe ty  o r  wel fa re  requires the 
removal o f  poles, overhead wires a n d  assoc ia ted  overhead s t ruc tures  
within designated areas of the City and t he  u n d e r g r o u n d  i n s t a l l a t i o n  
o f  wires a n d  f a c i l i t i e s  for supplying e l e c t r i c ,  communication, o r  
similar or associated service. The City Clerk s h a l l  not i fy  a l l  
affected property owners as shown on t h e  l a s t  equal ized assessment 
r o l l  and  u t i l i t i e s  concerned by mail of the time and place o f  such 
hearings a t  least  ten ( 1 0 )  days prior t o  t h e  d a t e  t he reo f .  Each such 
hearing shall be open  t o  the public a n d  may b e  continued from time t o  
time. A t  each such hearing a l l  persons i n t e r e s t e d  s h a l l  be given an 
opportunity t o  be heard. The decision o f  the Council sha l l  be f ina l  
and  conclusive. 

Section 3. C O U N C I L  MAY DESIGKATE U N D E R G R O U N D  
UTILITY DISTRICTS BY RESOLUTION 

I f ,  a f t e r  any such public hearing the Council f i n d s  t h a t  the public 
necessity, health, safety o r  welfare requi r2s such removal and  such 
underground instal la t ion within a designated a r e a ,  the Council sha l l  , 
by resolution, declare such designated a rea  a n  Underground Util -ity 
Distr ic t  a n d  order such removal a n d  u n d e r g r o u n d  i ns ta l  l a t i  o n .  Such  
resolution shall include a description o f  the a rea  comprising such 
d i s t r i c t  and shall f ix  the time within which such removal and 
underground instal la t ion shall be accomp? ished and within which 
affected property owners must be ready t o  r ece ive  underground 
service. A reasonable time shall be a l l o w e d  f o r  such removal a n d  
underground ins ta l la t ion ,  having due regard f o r  t h e  a v a i l a b i l i t y  o f  
labor, materials a n d  equipment necessary f o r  such removal and f o r  the  
instal  lat ion of such underground faci l  i t i e s  as may be occasioned 
thereby. 

Section 4. UNLAWFUL ACTS 

Whenever the Council creates a n  Underground U t i l i t y  D i s t r i c t  and 
orders the removal of poles, overhead wires a n d  assoc ia ted  overhead 
structures therein as provided i n  Section 3 hereof ,  i t  sha l l  {be 
unlawful for  any person or u t i l i t y  t o  e r e c t ,  c o n s t r u c t ,  place,  keep, 
maintain, continue, employ or operate po le s ,  overhead wires and  
associated overhead structures i n  the D i s t r i c t  a f t e r  the date when 
said overhead f a c i l i t i e s  ?re  required t o  be removed by s u c h  
resolution, except as said overhead f a c i l i t i e s  may be required i t0 
furnish service t o  an owner or o c c u p a n t  of  proper ty  p r i o r  t o  the 
performance by such owner o r  occupan t  o f  t h e  u n d e r g r o u n d  work  
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necessary fo r  such cwner or occupant t o  c o n t i n u e  t o  r e c e i v e  u t i l i t y  
service as provided i n  Section 9 hereof, and f o r  such reasonable  time 
required t o  remove said f a c i l i t i e s  a f t e r  s a i d  work has been performed, 
a n d  except as otherwise provided in t h i s  ordinance.  

Section 5 .  EXCEPTION. E N E R G E N C Y  OR UNUSUAL CIRCUESTANCES 

Notwithstanding the provisions o f  t h i s  o rd inance ,  overhead f a c i l i t i e s  
may be in s t a l l ed  a n d  maintair,ed f o r  a per iod,  n o t  t o  exceed fourteen 
(14 )  days,  without authority o f  the City Council i n  o r d e r  t o  provide 
emergency service.  Tne City Council may g r a n t  s p e c i a l  permission on 
such terms as the City Council may deem a p p r o p r i a t e  in cases  of 
unusual circumstances , without di s c r i n i n a t i  on a s  t o  any person o r  
u t i l i t y ,  t o  e r e c t ,  construct,  i n s t a l l ,  maintain,  use o r  ope ra t e  po le s ,  
overhead wires and  associated overhead structures.  

Section 6.  OTHER EXCEPTIONS 

This ordinance and any resolution adopted pu r suan t  t o  S e c t i o n  3 hereof 
s h a l l ,  unless otherwise provided in such r e s o l u t i o n ,  n o t  apply t o  t h e  
fo l  1 owi ng types o f  faci  1 i t  ies  : 

a .  Any municipal f a c i l i t i e s  or equ ip ren t  i n s t a l l e d  u n d e r  t h e  
supervision a n d  t o  the s a t i s f a c t i c n  of  t h 2  C i t y  Engineer. 

b.  Poles or e l e c t r o l i e r s  used exc lus ive ly  f o r  s t r e e t l i g h t i n g .  

c. Overhead wires (exclusive o f  s u p p o r t i n g  s t r u c t u r e s )  crossing 
any portion o f  a D i s t r i c t  within w h i c h  overhead wires have 
been prohibited,  or connecting t o  b u i l d i n g s  o n  the per imeter  
o f  a D i s t r i c t ,  when such wires o r i g i n a t e  i n  a n  a r ea  from 
which poles, overhead wires and a s s o c i a t e d  overhead 
s t ructures  are  n o t  prohibited. 

d .  Poles, overhead wires a n d  Zssociated overhead s t r u c t u r e s  used 
f o r  the transmission of e l e c t r i c  energy a t  nominal voltages  
in excess o f  34,500 vol ts .  

e .  Overhead wires attached t o  the e x t e r i o r  s u r f a c e  o f  a bui lding 
by means of a bracket o r  other f i x t u r e  and extending from ol?e 
location o n  the building t o  ano the r  l o c a t i o n  on t h e  same 
building or t o  a n  adjacent bu i ld ing  w i t h o u t  crossing any 
public s t r e e t  or a l l ey .  

f .  Antennae, associated equipment and s u p p o r t i n g  s t r u c t u r e s ,  
used by a u t i l i t y  f o r  furnishing communication s e r v i c e s ,  
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Equipment appurtenant t o  underground f a c i l i t i e s ,  such as  
surface-mounted t ransformers ,  pedestal-inounted t e rmina l  boxes 
and meter cab ine t s ,  and concealed duc ts .  

Temporary poles ,  overhead wires and a s s o c i  a t e d  overhead 
s t ruc tu res  used o r  t o  be used i n  c o n j u n c t i o n  wi th  
construct ion p ro jec t s .  

NOTICE TO P R O P E R T Y  0I:'NERS A N D  UTILITY COMPANIES 

Within ten (10 )  days a f t e r  the  e f f e c t i v e  da te  o f  a r e s o l u t i o n  adopted 
pursuant t o  Section 3 hereof ,  the  City Clerk sha l l  n o t i f y  a l l  a f f e c t e d  
u t i l i t i e s  a n d  a l l  persons owning rea l  property w i t h i n  t h e  D i s t r i c t  
created by said reso lu t ion  o f  t he  adoption thereof .  Sa id  C i t y  Clerk  
sha l l  f u r t h e r  no t i fy  such a f f ec t ed  property owners o f  the n e c e s s i t y  
t h a t ,  i f  they or any person occupying such property d e s i r e  t o  c o n t i n u e  
t o  rece ive  e l e c t r i c ,  communication, o r  s imi l a r  or a s s o c i a t e d  s e r v i c e ,  
they or such occupant sha l l  provide a l l  necessary f z c i l i t y  changes on 
t h e i r  premises so as t o  rece ive  such sorv ice  from t h e  l i n e s  o f  the 
supplying u t i l i t y  or u t i l i t i e s  a t  a new l o c a t i o n ,  s u b j e c t  t o  
appl icable  r u l e s ,  regula t ions  and t a r i f f s  of the r e s p e c t i v e  u t i l i t y  o r  
u t i l i t i e s  o n  f i l e  w i t h  the Conmission o r  adopted by the City of  Lodi .  

Not i f ica t ion  by the  City Clerk sha l l  be rrade by r a i l i n g  a copy o f  the 
reso lu t ion  adopted p u r s u a n t  t o  Sect ion 3,  together  w i t h  a copy o f  this 
ordinance, t o  a f fec ted  property owners as  such a r e  shown on t h e  l a s t  
equalized assessment r o l l  a n d  t o  t h e  a f fec ted  u t i l i t i e s .  

Section 8 .  RESPCNSlBILITY O f  UTILITY CCMPANIES 

I f  underground cons t ruc t ion  i s  necessary t o  provide u t i l i t y  s e r v i c e  
within a D i s t r i c t  c rea ted  by any resolution adopted pu r suan t  t o  
Section 3 hereof ,  the supplying u t i l i t y  sha l l  fu rn i sh  t h a t  p o r t i o n  o f  
the  condui ts ,  conductors and assoc ia ted  equipment r e q u i r e d  t o  be 
furnished by i t  under i t s  appl icable  r u l e s ,  r egu la t ions  and t a r i f f s  on 
f i l e  w i t h  the  Commission o r  adopted by t h ?  City of Lodi. 

Section 9 .  RESPONSIBILITY C F  PROPERTY OWi\lERS 

a .  Every person owning, opera t ing ,  leas ing ,  occupying o r  r e n t i n g  
a bui lding o r  s t r u c t u r e  in  a D i s t r i c t  shall perform 
construct ion and provide t h a t  port ion of t h e  s e r v i c e  
connection o n  h i s  property between the  f a c i l i t i e s  r e f e r r e d  t o  
i n  Section 8 and the  terminat ion f a c i l i t y  on or  w i t h i n  s a i d  
bui lding or s t r u c t u r e  being served,  a l l  i n  accordance w i t h  
appl icable  r u l e s ,  regula t ions  and t a r i f f s  o f  the  r e s p e c t i v e  
u t i l i t y  o r  u t i l i t i e s  on f i l e  w i t h  t he  Commission o r  adopted 
by the City o f  Lodi. 
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b .  i n  the  event any person owning, operat ing,  l e a s i n g ,  occupying 
or' rent ing sa id  property does n o t  comply w i t h  the p r o v i s i o n s  
of  subparagraph ( a )  of the  Section 9 witnin t h e  time provided 
f o r  in the reso lu t ion  enacted pursuant t o  S e c t i o n  3 h e r e o f ,  
the  City Engineer sha l l  post wr i t ten  not ice  i n  a conspicuous 
place on the  property being served and give w r i t t e n  n o t i c e  by 
mail t o  a l l  customers being b i l l e d  f o r  the u t i l i t y  on the 
property b e i n g  served t h i r t y  ( 3 0 )  days t h e r e a f t e r  shal I have 
the  au thor i ty  t o  order  the  disconnection and removal o f  any 
2nd a l l  overhead serv ice  wires a n d  a s s o c i a t e d  f z c i l  i t i e s  
supplying u t i l i t y  s e rv i ce  t o  s a i d  property. 

Section 10. RESPCVSIBILITY OF CITY 

City sha l l  remove a t  i t s  own expense a l l  City-owned equipment  from a l l  
poles required t o  be removed hereunder i n  amply time t o  e n a b l e  t h e  
owner o r  user  of such poles t o  remove the sane w i t h i n  the t ime 
spec i f ied  i n  the  reso lu t ion  enacted pursuant t o  Sec t ion  3 hereo f .  

Section 11. EXTENSION OF TIME 

I n  the  event t h a t  any a c t  required by t h i s  o rd inance  o r  by a 
reso lu t ion  adopted pursuant t o  Section 3 hereof canno t  be perforined 
within the  time provided on account of shortage o f  m a t e r i a l s ,  war ,  
r e s t r a i n t  by public a u t h o r i t i e s ,  s t r i k e s ,  l abor  d i s t u r b a n c e s ,  c i v i l  
disobedience, or any o ther  circumstances beyond t he  c o n t r o l  o f  t h e  
a c t o r ,  then the  time within which such a c t  wil l  be accomplished s h a l l  
be extended f o r  a period equivalent  t o  the time of such l i m i t a t i o n .  

Section 1 2 .  PENALTY 

I t  sha l l  be unlawful f o r  any persor, t o  v i o l a t e  any p r o v i s i o n  o r  t o  
f a i l  t o  comply w i t h  any of  t he  requirenents  o f  t h i s  ordinance. Any 
person v i o l a t i n g  any provision o f  t h i s  ordinance o r  f a i l i n g  t o  comply 
with any o f  i t s  requirements sha l l  be deered g u i l t y  of a misdemearor 
a n d  u p o n  conviction thereof  sha l l  be punished by a f i n e  not  exceeding 
f i v e  Hundred Collars  ($500 .00)  or by imprisonment n o t  exceeding s i x  
( 6 )  months, or by b o t h  such f i n e  and imprisonment. Each such person 
sha l l  be deemed g u i l t y  of a separa te  offense f o r  each day du r ing  any 
port ion o f  which any v io la t ion  o f  any o f  the  p r o v i s i o n s  o f  t h i s  
ordinance is committed, continued or permitted by such person ,  and 
sha l l  be punishable therefore  as provided f o r  i n  t h i s  o rd inance .  
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Sect ion 13. CONSTITUTICNALITY 

I f  any sec t ion ,  sub-sect ion,  sefitence, c lause o r  phrase o f  t h i s  
ordinance i s  f o r  any reason held t o  be i n v a l i d ,  such d e c i s i o n  s h a l l  
not  a f f e c t  the v a l i d i t y  of  the  remaining p o r t i o n s  o f  t h i s  ordinance .  
The  Council hereby declares  t h a t  i t  would have adop ted  t h e  o r d i n a n c e  
and each sec t ion ,  sub-section, sentence, c l ause  o r  ph rase  t h e r e o f ,  
i r r e spec t ive  of t he  f a c t  t h a t  any one or more s e c t i o n s ,  sub-sections,  
sentences,  clauses or  phrases be declared i nval  i d .  

(End) 
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RULE AND REGULAT!ON NO. 2 1  

N 0 M - C I TY - O!*l N E D PARA L L E L G E N E RAT I G N 

A .  General 

1. The City will interconnect a n d  operate i n  p a r a l l e l  w i t h  cogenerators 
and  small power producers as  defined in the Federal Energy Regulatory 
Commission ( F E R C )  Order No. 70. Such f a c i l i t i e s  s h a l l  be termed 
“Cualifying f a c i l i t i e s  ( Q F ) . ”  

2 .  The C i t y  has the option of purchasing the power output  of such QF o r  
providing f a c i l i t i e s  a n d  services t o  allow s a l e  t o  an adjacent  u t i l i t y  
with whom the owner of the QF has made p r i o r  con t r ac tua l  arrangements 
for  receiving of such power. 

3. N o t h i n g  i n  these Rules shall l imit  the C i t y ’ s  a b i l i t y  t o  evaluate each 
QF a n d  determine terms a n d  conditions tha t  are  mutually sa t i s f ac to ry  
t o  a l l  parties a n d  insure safe a n d  e f fec t ive  opera t ion  w i t h o u t  adverse 
effects  on other customers a n d  City equiprent o r  personnel.  

6.  Interconnection Costs 

1. All costs incurred by the City for  interconnection w i t h  the Q F  must be 
borne by the QF.  

2 .  The Q F  shall pay a l l  monthly costs incurred by t he  Ci ty  and d i r e c t l y  
associated w i t h  having the QF connected t o  i t s  system, i . e .  
communication, administrztion, e tc .  

3. I f  the City agrees t o  prcvide the means f o r  a Q F  t o  s e l l  i t s  power t o  
an adjacent u t i l i t y ,  the QF shall  pay t h e  f a c i l i t y  cha rge  (wheeling 
cost)  periodiczlly t o  the City for  the cost of  p r o v i d i n g  t h e  
f a c i l i t i e s  t o  se l l  t o  an adjacent u t i l i t y .  

C .  Liability 

1. The QF shall defend, indemnify and  hold harmless the  C i ty  from any and  
a l l  l i a b i l i t y  arising from the operation and interconnect ion of the 
QF. The QF shall bear fu l l  responsibi l i ty  f o r  t h e  i n s t a l l a t i o n  slid 
s a f e  operation o f  the equipment required t o  gene ra t e  and  de l ive r  
energy t o  t h e  point of interconnection. 
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2.  The QF sha l l  maintain k'orker's Compensation I n s u r a n c e  as r equ i r ed  by 
law a n d  Public L i a b i l i t y  Insurance covering b o d i l y  i n j u r y  and p rope r ty  
damage i n  a n  amount n o t  l e s s  than S5,000,000 per occurrenc2 .  Esch 
public l i a b i l i t y  policy sha l l  name the  C i t y  a s  an a d d i t i o n a l  i n su red .  
A copy o f  the sa id  policy or c e r t i f i c a t e  o f  i n s u r a n c e  s h a l l  be sent t o  
t h e  City Clerk o f  the City o f  L o d i .  P r o v i s i o n s  s h a l l  be made f o r  t h e  
City Clerk t o  be not i f ied  within f i v e  dzys o f  any c a n c e l l a t i o n  o f  the 
sa id  insurance policy. 

3. The City sha l l  n o t  be l i a b l e  whether i n  c o n t r a c t  o r  in t o r t  o r  under 
any other legal  theory t o  the owner of a Q F ,  o r  the  owner's customers ,  
o r  any o ther  person or e n t i t y  f o r  (1) l o s t  a e n e r a t i o n  revenue,  ( 2 )  
loss  of use revenue or p r o f i t ,  ( 3 )  cos t  o f  c a p i t a l ,  ( 4 )  s u b s t i t u t e  use 
or performance o r  ( 5 )  f o r  any other  i n c i d e n t a l ,  i n d i r e c t ,  s p e c i a l ,  o r  
consequenti a1 damages. 

D. Conditions of Interconnection 

1. The Ci ty  sha l l  allow interconnect ion between i t s  f a c i l i t i e s  and QF on 
a continuing bas is  as long as  the  p a r a l l e l  o p e r a t i o n  of  the Qf does 
n o t  degrade, i n  any way, the  qua l i t y  of e l e c t r i c  s e r v i c e  provided t o  
t h e  C i t y ' s  o ther  customers. The  QF sha l l  insure t h a t  i t s  o p e r a t i o n  i n  
n o  way crea tes  unsafe condi t ions e i t h e r  a t  i t s  f a c i l i t y  o r  on the  
C i t y ' s  f a c i l i t i e s .  

2 .  The owner o f  the  QF sha l l  en t e r  i n t o  a written agreement  w i t h  t h e  C i t y  
for interconnect ion,  s a l e  or disposal o f  i t s  power p r i o r  t o  a c t u a l  
connection a n d  operation of t he  QF. 

3. The QF sha l l  comply w i t h  a l l  requirements o f  t h e  Nat iona l  E l e c t r i c a l  
Safety Code, American National Standards I n s t i t u t e  (ANSI ) ,  I n s t i t u t e  
o f  Elec t r i ca l  a n d  Electronic  Engineers ( I E E E ) ,  American Scciety o f  
Mechani cal Engineers (ASI- IE) ,  the  National E l  e c t r i  c Code, General Order 
No. 95 a n d  all l o c a l ,  s t a t e  and federal  rules and r e g u l a t i o n s  or codes 
wh ich  may be appl icable .  

E .  Interconnection 

1. The owner o f  the  Q F  s h a l l ,  t o  t he  point  o f  i n t e r c o n n e c t i o n ;  f u r n i r ; h ,  
i n s t a l l ,  operate  and maintain i n  good r e p a i r  and w i t h o u t  c o s t  t o  t h e  
City such r e l ays ,  locks and s e a l s ,  b r e a k e r s ,  a u t o m a t i c  synchron ize r s  
a n d  o ther  control  and p ro tec t ive  equipment a s  s h a l l  be designated by 
tho City  as  s u i t a b l e  for operation o f  such a f a c i l i t y .  
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2. 

3. 

4.  

5 .  

The owner o f  the Q F  shall provide a t  no c o s t  t o  the  City a manually 
operated and lockable, visual disconnect devicg t h a t  shall be f o r  the 
exclusive use of the City and  accessible by C i t y  representat ives  a t  
a l l  times. Usually such device will be an  a i r  switch o r  fused cutouts 
located near the poin1 of interconnection. 

The  protective switching equipment outlined above i n  paragraph two ( 2 )  
may be operated without notice o r  l i a b i l i t y  by t h e  City o r  City 
representative i f ,  in the opinion o f  the City o r  i t s  representat ive,  
continued operation o f  the QF i n  connection w i t h  t h e  u t i l i t y ' s  syritern 
may create o r  contribute t o  a system emergency o r  s a fe ty  hazard, The 
City shall endeavcr t o  mininize any adverse effects  o f  such operation 
o n  the Q F .  

Any costs o f  interconnection incurred by t h e  City due t o  the 
intorconnection o f  the QF, which a r e  over  and above the  
interconnection costs t h a t  would be incurred due t o  t h e  connection o f  
a comparable non-generating customer, sha l l  b e  t h e  responsi b i  1 i t y  a i  
the QF. Special modifications t o  ths Ci ty ' s  system may be required i f  
the generator o u t p u t  i s  l a rse  i n  relation t o  t h e  feeder capacity. .  I t  
may be necessary t o  build a new feeder o r  reconductor t o  t h e  neares t  
substation t h a t  is larse  enough t o  accommodate t h e  energy. S ta t ion  
modification may be necessary, such a s :  v o l t a g e  check scheme, 
supervisory control, speci.1 protective r e l a y i n g  metering and a new 
c i r cu i t  breaker position. 

The City shall be advised of  the proposed s t a r t  up and para l le l  time 
for  such f a c i l i t i e s  aEd a City representat ive sha l l  be i n  attendance 
ar;d approve parallel operation. 

The design requirements may chang? and will be reviewed i n  e a c h  instance. 

F. Protective Eauiument 

The function o f  pro tx t ive  equigent ,  such a s  fuses,  relays and  c i r c u i t  
breakers, i s  t o  prompt ly  remove the inieed frcrn t h e  QF whenever a f a u l t  
occurs. The protective equipment requi rements a r e  n o t  intended t o  p ro tec t  
the QF from every possible sourc-? of dzmage. T h e  Q F  may wish t o  i n s t a l l  
additional protective equipment 10 protect i t s  equi pment. 

The requirements have been suraarized into three g r o u p s  w i t h  d iv is ion  by 
the size of  the t o t a l  generation. The d iv is ion  i s  o n l y  approximate and 
the requirenents will be reviewed in each instance.  
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1. Generator Size Less T h a n  10 K W :  

a .  The QF i s  t o  provide phase overcurrent p ro tec t ion  by means o f  an 
overcurrent relay o r  a breaker t h a t  provides  overcurrent 
protection on each phase. The generator overcur ren t  breaker must 
have the following features,  i f  used: 

1. Thermal, magnetic overcurrent 

2 .  Undervoltage release. 

3.  Solenoid tripping. 

b .  A g r o u n d  overcurrent sensing scheme must b e  provided t o  assure the 
isolation of the QF from the d i s t r ibu t ion  system i n  the  even;: a 
g r o u n d  f au l t  occurs o n  the d is t r ibu t ion  l i n e .  T h e  protect ion 
scheme will vary depending o n  the t ransformer connection. As a n  
example, a transformer connected Delta on t h e  g e n e r a t o r  s ide  o f  
the transformer a n d  grounded Wye on t h e  l ine  s ide ,  will  require  a 
ground overcurrent relay be connected t o  the  high voltage neutral  
o f  the transformer. 

c .  Over a n d  under voltage protection i s  required.  

d .  Electrical relays or mechanical i n t e r locks  must be provided t o  
prevent the Q F  from being connected p a r a l l e l  t o  t h e  City's system, 
i f  the City's system i s  de-energized. 

2 .  Generator Size 10 KW - 100 KW: 

I n  addition t o  the requirements for  generators less t h a n  1 0  kw, under 
a n d  over frequency protection i s  required. 

3, Generator Size Greater T h a n  100 KW: 

I n  addition t o  the requirements for genera tors  10 kw - 100 kw, 
directional overcurrent vol t ag?  restrained re1 ays wi 1 1  be required in 
l ieu o f  the phase overcurrent relays (51 ) .  

G .  Power Factor 

The power o u t p u t  o f  the QF must a p p r o a c h  unity power f a c t o r  when operatpd 
i n  parallel with the City 's  f a c i l i t i e s .  Equipment shall be i n s t a l l ed  -to 
correct any deficiencies i n  power factor by the  owner of t h e  QF  and a t  the  
Q F '  s expense. 
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i-1. Meterina Reauirenents 

I .  The point of metering shall be the in te r face  o f  ownership between t h e  
QF and the City. Two w a t t - h o u r  meters w i t h  d e t e n t s  wi l l  be required,  
one for sales t o  the QF by the City a n d  one f o r  s a l e s  t o  the City by 
the QF.  A t  the Ci ty 's  o p t i o n ,  additional metering f o r  generaxion data 
collection a n d  react ivt  measurements may be requi red .  The QF i s  
responsible for  furnishing a l l  equipment r equ i r ed  t o  receive the 
City' s metering transformers, meters and  o t h e r  equipment- The 
customer shall  submit his switchboard and meter ing drawings t o  the  
City for  approval prior t o  manufacture. 

2.  The City shall  own a n d  maintain a l l  necessary meters and  associated 
equipment u t i l i zed  for  b i l l ing  a n d  monitoring t h e  Q F  as well as the 
custoner ' s 1 oad .  

I .  OF Ooeratina Reauirenents 

This section provides the operating requirements t h a t  t h e  Q F  must folfow. 

a.  The operation o f  the Q F  must not reduce t h e  q u a l i t y  o f  serv ice  t o  
other customers. Abnornial voltages, c u r r e n t s ,  frequencies,  o r  
interruptions are n o t  permitted. 

b .  The Q F  will a t  no time energize a de-energized Ci ty  c i r cu i t .  

c. The Q F  shall  n o t  bypass or modify any of the p ro tec t ive  equipment. 

d.  Before the Q F  atterilpts t o  reconnect h i s  system i n  para l le l  w i t h  
the City 's  system, approval from the C i ty  U t i l i t y  Operator m u s t  be  
obtained. Approval i s  n o t  required i f  p a r a l l e l  operation ceased 
due t o  a lack o f  suf f ic ien t  power t o  t h e  p r i m  mover (such a s  lack 
of wind) . 

e .  The QF shall maintain a d a i l y  operation l o g  f o r  t h e  generation 
f ac i l i t y .  Such l o g  shall c o n t a i n  information on u n i t  parallel a n d  
separation time, maintenance, o u t a g e s ,  t r i p  operat ion and other  
unusual events. KN a n d  K V A R  opera t ing  l e v e l s  may a l s o  be 
required. The City shall have the r - jgh t  t o  per iodica l ly  review 
these l o g s .  

f. The QF i s  responsible for performing scheduled maintenance on the  
equipment t o  keep the f ac i l i t y  i n  p r o p e r  o p e r a t i n g  condition. T h e  
City reserves the r i g h t  t o  inspect the QF. 

Page. No. 21-5 



CITY OF LODI 
ELECTRIC UTILITY DEPARTMENT 

g .  The City reserves the  r i g h t  t o  discontinue p a r a l l e l  genera t ion  
w i t h  reasonable not ice  for  any o f  t h e  following reasons: 

1. The City needs t o  perform non-emergency maintenance, repair 
or other work on the  C i t y  system. 

2. 

3. 

The QF degrades the quality o f  service to o t h e r  customers. 

Inspection o f  the Qf or o p e r a t i o n  l o g  reveals a hazardous 
condition or a lack  or'  scheduled maintenanc? .  

h .  The City reserves  the  r i g h t  t o  o p e n  the nain disconnecting dev ice  
and c&se pa ra l l e l  ope ra t ion  w i t h o u t  p r i o r  no t ice  i n  t h e  e v e n t  o f  
a system emergency. 

(End) 
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RULE AND REGULATION FIO. 22 

MEDICAL BASELINE Q U A N T I T Y  

General 

Residential customers purchase a base1 ine quantity of  electrical energy 
(kilowatt-hours) monthly at the City's lowest residential rate. Any full 
time resident in a home having a medical disability may qualify for -  a 
Medical Baseline Quantity, 500 kilowatt-hours per month year-round, i n  
addition to the regular baseline quantity. 

To qualify for a Medical Baseline Quantity, a customer must certify i n  
writing that a full-time resident in the home is: 

- dependent on a life-support device (as defined in P a r t  C below) u:jed 
in the home, or 

- a paraplegic, heniplegic, or quadriplegic person or multiple-sclerosis 
patient with special heating needs, or 

- a multiple-sclerosis patient with special air-conditioning needs. 

(Medical conditions other than multiple sclerosis, paraplegia, 
hemiplegia, or quadriplegia may also qua1 ify customers f o r  medic:al 
quantities for heating or air conditioning. Any such situations will  be 
reviewed on an individual basis.) 

A customer qualifying for  t h e  Medical Baseline Quantity must contact t h e  
City a n d  request, complete and return a copy of  "Declaration of Eligibility 
for Medical Baseline Quantity. ' '  

The City may require to have a doctor of riiedicine o r  osteopathy licensed 
to practice i n  the State o f  California fill o u t  t h e  last page  of t h e  form 
to certify that the resident(s) qualify for a I4edical B a s e l i n e  Quantity. 

Life-Support Devices 

A life-support device is any medical device necessary t o  sustain life or 
relied upon for mobility. TO qualify under this rule, t h e  device must be 
used in the home and must run on electricity supplied by the City. 
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The term "life-support  device" includes, b u t  i s  n o t  l i m i t e d  t o ,  
r e sp i r a to r s ,  iron l u n g s ,  hemodialysis machines, s u c t i o n  machines, e l e c t r i c  
nerve stimulators,  pressure pads and pumps , aerosol  ten ts ,  e l e c t r o s t a t i c  
and ul t rasonic  nebulizers , compressors, IPPB machines, and notori .zed 
wheelchairs. 

D .  Heatina and Air Conditionina 

E .  

Special heating and/or air-conditioning needs will qua1 i f y  a customer f o r  
Medical Baseline Quantity under this  rule  on ly  i f  t h e  main source o f  
energy for heating or a i r  conditioning i s  e l e c t r i c i t y  s u p p l i e d  by t h e  City.  

Medical Base1 ine Quan t i t i e s  f o r  Master-f?etered Customers 

Residential tenants of master-metered customer can  a1 s o  qua1 i f y  f o r  
Medical Baseline Quan t i t i e s .  I f  one or more t enan ts  have a medical 
condition t h a t  qual i f ies  under the conditions l i s t e d  above, please c o n t a c t  
the City t o  f ind o u t  how t o  apply. 

I f  tenants are submetered, any Medical Baseline Q u a n t i t i e s  must be passed 
on t o  the qualifying t enan t ( s )  when b i l l i n g  t e n a n t s  f o r  e l e c t r i c i t y  usage. 

(End 1 
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RULE At iD REGULATION 

APPEND1 X 

Schedule o f  Charges 
( f e e  Scnedule) 

After-hours Reconnection Charge 
(Seal f o r  Non-payment , SNP) 

Meter Test Charge 

F.ernote Meter Instal  1 ation Charge 
(Residential Only - Form 25)  

(Saw Service) 
Temporary Service Hook-up Charge 

Transformation C a p a c i t y  Charge 

A. Underground { P a d m o u n t )  

1. Single Phase 

2. Three Phase: 

a. 208Y/120 volt 

t b. 4SOY/277 vo 

B. Overhead (Polemount 

1. Single Phase 

2. Three Phase: 

a.  208\(/120 v o l t ,  240/120 volt 

b. 480Y/277 v o l t ,  480 volt 

$ 15.00 

$ 18.00 

4 140.00 

4 65.00 

$ 4.65/ampere 

4 8.20/ampere 

$ 10.30/ampere 

$ 6.50/ampere 

9 12,80/ampere 
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Vehicle and Equipment Charge: 

Compressor 

Crane 

Dump Truck 

Genera tor 

Line Truck  

Pick-up/Van 

Service Truck 

Schedule o f  Payments 

Mobile Home Park 
Distribution Service Payment 

9 5,00/hour 

$105 .OO/hour 

9 14.00/hour 

$ 5.00/hour 

$ 15.00/hour 

S 3.00/hour 

$ 4.00/hour 

4 7.34* 

* per mobile home space wired for service,  per m o n t h .  

P.d o p t e  d 
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